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PREFACE

This Is Volume I of a three volume report prepared by Analysis and Measurement
Services Corporation (AMS) for Amold Engineering Development Center, Air Force Systems
Command, Arnold Air Force Station, Tennessee. The report has been written as an account of
work completed over a three year period under contract number F40600-87-C0003. The Air
Force project manager was Mr. Robert W. Smith, AEDC/DOT. The report has been written by

H. M. Hashemian of Analysis and Measurement Services Corporation.

This volume contains the background of the project, the theoretical aspects of the
research and development carried out, and a summary of the key research rasulis along with a
dascription of the test equipment developed. Volume II contains the supporting research data,
details on how the research was carried out, and a description of the equipment and procedures

that were used in performing the work,

Volume TII contains a detailed description of the test equipment that was developed in
this project. It includes an operations and maintenance manual for the equipment, software flow

charte and listings, parts list, drewings, photographs, and other details.



AEDC-TR-81-26
ABSTRACT

A comprehensive research and development project was successfully carrled out to
provide new technology for in-situ response time testing of thermocouples as installed In

operating processes. The detalls are presented in this report.

This developiment was based on the Loop Current Step Response (LCSR) method. This
method permits remote testing of Installed thermocouples under process operating conditions.
This capability is usefull in afl applications involving transient temperature measurements with
thermocouples. Presently, transient temperature measurements are often restricted to small
thermacouples that can be assumed to have a negligible response time. One advantage of the
LCSR test is that It eliminates such restrictions by providing a means to measure and correct for
the delay of the thermocouple. Another advantage Is that it provides a tool for checking the
installation integrity and to account for aging effects on response time of thermocouples that are

used in hostile environments.

The response time of a thermocouple is normally measured from its transient output when
the temperature of the environment g changed. In the LCSR test, the same response time is
determined by analysis of a transient that resulis from a change In temperature inside the
thermocouple. The change in temperature inside the thermocouple is induced by applying an

electric current to the thermocouple’s extension leads.

The validity and the accuracy of the LCSR test for measurement of response time of
thermocouples was established in this project. The results of the validation work were used as
a guide in the design of optimum test equipment that was constructed in this project 1o

implement the LCSR test in aerospace and other applications.
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1. INTRODUCTION |

This report praseﬁts the details of a research and development project conducted by
Analysls and Measurement Services Corporation (AMS) for the United States Air Force, Arnold

Engineering Development Center {AEDC).

The purpose of the work was to provide a capabiiity for In-situ response time testing of
thermocouples as instalied in operating processes. The specific need of AEDC was remota
testing of response 1im. of thermocouples in turbine engine test facilities. As such, much of this
development was concentrated on valldation tests in flowing gases. Furthermore, the project
concentrated on thermocouple types of Interest to AEDC (types K, J, E, and to a lesser extent,
type T). Both sheathed and bare wire thermocouples were tested.

The research and development carriod out hera was based on the Loop Current Step
Response (LCSR) test. The LCSR test involves heating the thermocouple Internally with an
electric current applied to the thermocouple extension lsads. The amount and duration of the
applied current is controlled in a manner to raise the temperature of the thermocouple a lew
degrees above the ambient temperature. The current is then cut off and the thermocouple output
is recorded as it cools to the ambient temperature. The cooling transient is then analyzed with
a computer using a spacial algorithm that gives the responss time of the thermocouple under

the éondl‘tions testad.

Note that the response time of a thermocouple Is normally obtained from a step change
in the temperature outside the thermocouple as opposed to a step change in temperature inside
the thermocouple as occurs in a LCSR test. The special algorithm mentioned earlier is designed

to convert the internal heating data to give the response that would have resulted if the

1n
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thermocouple experlenced a step change in the surrounding temperaturs. A significant
advantage of the LCSR test is that it provides a method for response time testing of

thermocouples without having to remove them from their normal Installation.

The LCSR technology was implemented on an instrument developed in this project to
perform the test and analyze the data. This instrument consists of two separate modules
assembled In the same package. One module, called ETC-2, is used to perform the LCSH test,
and the other called ESA-1, is used to analyze the data. The ETC-2 consists of a programmable
AC power supply and a set of instrumentation amplifiers and filters. A feature of the ETC-2is the
abillty to limit the amount of electric current used in performing a LCSR test to a sale level. The
ESA-1 consists of & microprocessor with an analog-lo-digital converter to sample and analyze
the LCSR deta. An important feature of the ESA-1 is that It has a "touch-screen® on the front
panel through which the operation of both the ESA-1 and ETC-2 is controlled. The LGSR raw
data and the results are displayed on the front panel as the test Is performed. Provisions are
made in this system to permit remote communication through a built-in modem used with a
regular telephone line. This feature allows the user to link the system to AMS for any training,

troubleshooting, or assistance In performing the tests or interpretation of the results.

The work reportad herein represents a 30-month Phase II project that has resulied in the
development of both technology and equipment for dynamic testing of thermacouples in fiquid
and gaseous process media. The experimental research and equipment development portion
of the project was carried out during the 1987 to 1980 time frame, and the final report of the
project was written in three valumes in 1991. This was preceded by a Phage I project carried
out in the 1985 to 1986 period with the final Phase I report published in December 1966 as

AEDC-TR-86-46 report entitled, “Determination of installed Thermocouple Response”.

12
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2. HISTORICAL PERSPECTIVE

The LCSR test was Introduced about 15 years ago by Warshawsky'!, then working for
the Lewis Research Center of the National Aeronautical and Space Administration (NASA).
Although Warshawsky's initiative did not lead to much development at NASA, it soon gained
popularity in the nuclear industry®, More specifically, the Oak Ridge National Laboratory {ORNL)
began working on the LCSR method in the mid 1970’s. The purpose of the ORNL work was to
develop in-situ response time testing capability for thermocouples for the Liquid Metal Fast
Breeder Reactor (LMFBR). The LMFBR was to be bullt on the Clinch River near Oak Ridge,
Tonnessee. The LMFBR project was later canceled by the United States Congress and the work
of ORNL on the LCSR method came to a halt. However, through a research project funded by
the Electric Power Research institute, the LCSR method was later doveloped for response time
{esting of resistance temperature detectors (RTDs) in nuclear power plants(m. The method has
been approved by the U.S. Nuclear Regulatory Commission*®, and is now routinely used for in-

sltu response time testing of safety system RTDs in nuclear power plants.

Although the LCSR method had been fully developed for RTDs when this praject began
for AEDC, a number of major areas had to be addressed to adapt the LCSR method for
thermocouples. Thermocouples are fundamentally different than RTDs, thus requiring a different
strategy for implementation of the LCSR test. Furthermore, an Integrated system for performing

the LCSR test and analysis had to be developed for AEDC.
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3. DEFINING THERMOCOUPLE PERFORMANCE

The performance of a thermocouple is judged by its accuracy and response time.
Accuracy is a measure of how well the thermocouple indicates a static {emperature, and
response time characterizes how quickly it detects a temperature change. Sensor manutfacturers
usually specify the generic accuracy and response time of the sensors in a refersnce condition.
While useful for comparative evaluation and selection of thermacouples, this information has very
litle bearing on the actual performance achieved in an operating process. The in-service
performance of thermocouples depends not only on their as-built characteristics, but alse an their

Installation detalls, aging characteristics, and the process conditlons.

This report Is concemed with the dynamic characteristics, i.e., the responsa time of
thermocouples. Neverthaless, a review of the steady state performancs, i.e., the calibration of

thermocouples is also presented to provide a complete picture.

The response time of a temperature sensor is characterized by its time constant (7). The
time constant Is defined as the time required for the senseor output to reach 63.2 percent of its
final value following a step change in the process temperature. Although this definition is
unambiguous only for a first order system, it is conventionally used for determining the response

time of thermocouples, resistance thermometers, and most ather temperature sensors.

As will be geen later, for first order dynamic systems, the time constant as defined above

is equal to the time lag in the sensor response to a ramp temperature change. The responses

of a typical first order dynamic syatem to a step and a ramp input are lllustrated in Figure 3.1.
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Figure 3.1. Typical Step and Ramp Responses of a First Order System.
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An analysis of the ramp response is shown Ipn Figure 3.2 to help demonstrate the importance of
the response time on measurement resulis. It is clear from the illustration in Figurs 3.2 that the
error in an instantanaous temperature reading is proportional to the sensor response time.
Therefora, the response time must bhe measured and taken into account H accurate transient

temperature measurements are required.

The response time of thermocouplss depends on the properties of the medium being
measured and the thermocouple's internal composition and installation details. The velocity,
temperature, and pressure of the medium can affect response time by controlling the heat
transfer rate between the process and the sensing element. In low conductivity environments,
such as gases and low-velocity liqulds, the time constant depends primarily on the process
conditions. On the other hand, in high conductivity environmants, the time constant is relatively
insensitive to process conditions and is controlled by the thermocouple's internal heat transfer
characteristics. A detalled discussion on the effects of process conditions such as flow rate and
temperature on response time is carried out later In this report. The terms flow rate and velocity
are used in this report interchangeably to refer to the speed of fluids In a laboratory or pracess

environment.
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4. COMPARISON OF THERMCCOUPLES WITH RTDs

The choice between thermocouples and Resistance Temperature Detectors (RTDs)
depends on the application. i either sensor can be used, thermocouples are better for a faster
response and RATDs are better for a higher accuracy. For temperatures of 500°C or less, RTDs
are generally more stable, reliable, and can be calibrated before and after installation to establish
the accuracy of the measured temperature. Furthermore, the output versus temperature
relationship of ATDs is more linear than thermocouples. A disadvantage of RTDs Is the self
heating emor which limits their usefulness In media with poor heat transfer properties such as
gases and liquids at low velocities. In fact, because of the self heating problem, most asrospace
appilcations, especially those Involving gas temperature measurements, use thermecouples. The
self heating emor in RTDs arises from Joule heating due to an electric current that must be

applied to the sensing element of the RTD to measure its resistance.

Thermocouples provide point measurement, which is useful in some applications and
detrimental in others. For example, significant errors may result from poirnt measurement
characteristics of thermocouples when large temperature gradients exist in the process stream.
in these situations, several thermocouples should be used and the results averaged. Another

option is to use an RTD with a long sensing element.

The main disadvantage of thermocouples, besides a need for a reference junction, is that
they are not readily calibrated to establish thelr accuracy beyond the manufacturer’s data. This
limits thelr usefulness in applications where accuracy is critical. However, for temperature

estimates where accuracy within a few degrees is acceptable, thermocouples are more suitable
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than RTDs because of their installation flexibllity, higher temperature range, and faster response

time.

The temperature limit of RTDs and thermocouples depends on the type and size of the
sensing element and the construction material of the sensor. Typically, platinum RTDs, which
are the most popular type, are used predominately at temperatures up to 500°C. Themocouples
are typically used at temperatures of up to 1000°C, except for Tungsten-Rhenium thermocouples

which are rated for up to about 3000°C.

The temperature ranges mentioned above are typical for industrial sensors as opposed
to standard sensors such as Standard Platinum Resistance Thermometers (SPRTs) and type §
thermocouples. Figure 4.1 shows some of the most commonly used temperature sensors and
the most typical temperature ranges In which they are used. Some of the temperature ranges
shown In Figure 4.1 do not reprasent the temperalure extremas in which these sensors can be
used. However, the use of the sensors outside of the ranges shown may jeopardize their usetful

Iife and calibration stability.

" The choice between RTDs and thermocouples is often clear in processes where severe
mechanical vibrations or high slectrical naise levels are present. Where vibration is involved,
thénnocouples are preferred because experience has shown that RTDs have larger failure rates
due to detachment of the sensing element from the extension wires inside the RTD. Where noise
is involved, RTDs are preferrad because they are less susceptible o electrical interferences, and

their output can be controlied by the excitation current to increase the signal-to-noise ratio.

19



AMS=0wG THCO49C

THERMOGOUPLES
Type T I
Type J o
Type E I
Type K O
Type N I
Type S I
Type R O
Type B I
Tungsten-Rhenium L
I
I
I

THERMISTORS

PLATINUM RTDs

QPTICAL PYROMETERS

8
s
&
z
8
g
8
8
g
g
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Cost is often clted as an advantage of thermocouples over RTDs. It is true that the cost
of a thermocouple assembly alone is usually less than a comparable RTD. But when the cost
of thermacouple extension wires, connectors, reference junction, and indicating equipment are

added, the cost of RTDs and thermocouples would be essentially comparable.

Thermocouples and RTDs currently provide about 70 percent of the industrial temperature
measurement needs of the United States. Thermocouples are used in about 40 percent of
applications, and RTDs in about 30 percent. The remaining 30 percent of industrial temperature
measurements are made with a variety of temperature sensors including thermistors and optical
pyrometers that were shown in Figure 4.1. Thermistors, however, are not very widely used in
industrial processes due to their limited temperature range. They are more widely used in
laboratory measurements and medical applications where sensitivity is important for detacting
small changes from room temperature to about 60°C. Figure 4.2 compares the temperature
range and linearity characteristics of thermocouples, RTDs, and thermistors. It is apparent that
tharmocouples provide the highest temperature, RTDs provide the best linearity, and thermistors

provide the best sensitivity.
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5. PHYSICAL CHARACTERISTICS OF THERMOCOUPLES

Thermocouples are among the most simple temperature sensors for industrial
applications, Basically, a thermocouple is made of two different metals {wires} joined together
at one end and kept open at the other end (Figure 5.1). The point where the two wires are
|oined is referred to as the measuring junction, hot junction, or simply the junction. The point at
which the thermocouple wires are attached to the extension wires leading to a temperature
indicator is referred to as reference junction or cold junction. i the measuring |unction and the
reference junction are at two different temperatures, a voltage called Electromotive Force or EMF
is produced. The magnitude of the EMF normally depends on the properties of the two
thermocouple wires and the femperature diflerence between the measuring junction and the
reference junction. For laboratory work and in performing calibration on thermocouples, the
reference junction is usually kept in an ice bath (at 0°C). However, in industrial applications, a
circuit referred to as cold junction compensation circult is usually used to automatically account

for the temperature of the reference junction.

Thermocouple materials are supplied as bare wires or fiexible insulated pairs of wires.
For use at high temperatures or hostile environments, thermocouples are often protacted in a
metallic tube called a sheath. The sheath is packed with dry insulation material to secure the
thermocouple wires and provide for electrical isolation (Figure 5.2). The assambly is then
hermetically sealed to keep the insulation material from any exposure to humid air. The
insulation material in most thermocouples is often highly hygroscopic and can easily lose its
insulation capability with moisture ingress through the thermocouple seal. One of the

consaquences of moisture ingress is a nolsy thermocouple signal.
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Figure 5.1. Components of a Basic Thermocouple Circuit.
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Figure 5.2. A Typical Thermocouple Sensor.
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For additional protection beyond what Is provided by the sheath, especially when the
thermocouple is used in high velocity flow fields or reactive environments, an addltional metallic
jacket called & thermowell is sometimes used (Figure 5.3). In addition to protecting the sensor,
a thermowell provides for easy replacement of the thermocouple and is sometimes used in
industrial processes anly for this purposs, especially when the transient respanse of the sensor

is not important.

5.1 Junction Styles
The measuring junction of a thermocouple may be formed by any one of several methods.

The most common methods for sheathed thermocouple junctions are {Flgure 5.4):

+ Exposed Junction. In this method, the measuring junction comes in direct contact
with the medium being measured. The junction is formed by a twist-and-weld
procedure or it is butt-welded. There are other ways to form the junction, but the two
we mentioned are among the most common methods.

Exposed junction thermocouples are usually used for measurement of gas
temperatures and temperature of solid materials. The advantage of this construction
is a fast response and the disadvantage is that the wires are not secured or protected
from the environment, and ara therefora subject to mechanical and chemical damage.
If the exposed junction thermocouple Is to be used in a llguid or moisture
environment, ks measuring junction should be covered with an insulating paint or
epoxy. Furthermore, in these environments, it is imporiant to seal the measuring tip
of the thermocouple in a manner that would help avold moisture ingress Into the
thermocouple.

« |naulated Junction. An insulated Junction thermocouple is usually made of a
sheathed thermocouple stock cut to a desired length. The Junction Is made by
remaving some of the insulation from the tip of the assembly and forming the junction
with a similar procedure as in exposad junction. After the junction is formed, it is
recessed Into tha assembly and tightly packed with insulation material. The tip Is then
welded closed with the same matal as the sheath material.

The advantage of insulated junction thermocouples is that their circuit is isolated from
the ground, and their insulation resistance can be readily measured to diagnoss
insulation defects if they occur. Their disadvantage Is a larger response time
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Figure 5.3. A Typical Thermocouple in Thermowell Installation.
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than expesed Junction thermocouples and difficulty in fabricating them in small
diameters. nsulated junction thermocouples are also called ungrounded Junction
thermocouples. -

» QGrounded Junction. These thermocouples are sheathed, but their junction style is
much differant than the twe discussed above. ‘The thermocouple Is made using the
same procedure as Insulated junction thermocouples. Namely, sheathed
thermocouple stock is cut to length and the tip Is then welded closed forming the
junction with the sheath closure weld. The advantage of this thermocouple Is a tast
response and ease of construction. The disadvantage Is susceptibllity to electrical
ground loops and noise pickup and a possibliity that the thermoelements may alloy
with the sheath. Grounded junction thermocouples are also known to be more
susceptible to open circuit failure with thermal cycling. Another disadvantage of
grounded junction thermocouples is that their response times are not readily testable
by the Loop Current Step Response (LCSR) method.

Grounded junction thermocouples are sometimes found to have a slower response
time than expected, and are occasionally found to be slower than insulated junction
thermocouples of the same size and typa. This happens when the hot junction Is
inadvertently formed somewhere other than the Inside wall of the sheath. When
grounded junction thermocouples are manufaciured, the sheath and the thermocouple
wires are melted togsther and allowed to solidify and form a junction at the tip of the
assembly. If Instead of forming on the inslde wall at the tip of the sheath, the junction
is formed inside the thermocouple wire and away from the sheath, then the
thermocouple can have a siow respanse time. In fact, some grounded junction
thermocouples are made by bending and welding the wires to the inside wall of the

sheath rather than the tip to ensure a fast response time (Figure 5.5).
The junction styles discussed above apply mostly to sheathed thermocouples. For
unsheathed thermocouples {also called bare wire thermocouples), the hot junction Is formed
much llke an exposed junction thermocouple. More specifically, the junction may be in the form

of a bead or it may be butt welded, lap welded, twisted and sllver soldered, etc.

5.2 Standardized Thermocouples

There are approximately 300 types of thermocouples that have been researched or used
among which only elght have gained popularity and are in common industrial use. These
thermocouples are listed in Table 5.1 in two groups as base metal and noble metal depending

on whether or not a noble or precious metal such as platinum Is included in the tharmocouple
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TABLE 5.1

Standardized Thermocouples

Material
Type Name Positive Leg Negative Leqg
Base Metal
E Chromel/Constantan Ni - 10% CR Constantan
J lron/Constantan Fe Constantan
K Chromel/Alumel Ni- 10% CR Ni - 5% (Al, Si)
N Nicrosil/Nisi| Ni - 14% CR - 1.5% Si Ni-4.5% Si- 0.1% Mg
T Copper/Constantan Cu’ Constantan
oble Metal
B Platinum-Bhodlum/Rhodium-Platinum Pt - 30% Rh Pt - 6% Rh
R Platinum-Rhodlum/Platinum Pt - 13% Bh Pt
S Platinum-Rhodium/Platinum Pt - 10% Rh Pt
Pt = platinum Cu = copper
R = rhodium Constantan = A copper-nickel alloy
Ni = nickel St = Silicon

CR = Chromium Mg = magnesium
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material. Two of the elght thermocouples, type K and N, are identical in most characteristics.
In fact, type N Is a new thermocouple that has been developed to overcome some of the
drawbacks of the type K thermocouple such as the atomic ordering, the drift, and the oxidation

problems.

Prior to the early 1960's, thermocouples were known by their proprietary names assigned
by the manufacturers. The letter designation presently used was introduced by the Instrument
Society of America (ISA) and later adopted {in 1964) as an American Standard. The letter
designations are recognized in the ANSI-MC 96.1 Standard issued by the American National
Standard Institute (ANSI) and the ASTM 230 Standard issued by the American Society for Testing
and Materials (ASTM). These standards specify that if a thermocouple mests the nominal
tolerances for their letter designations, then the tables given in the Monograph 125 published by
the National Bureau of Standards (NBS), may pe used to relate thelr EMF to temperature. (NBS

is now known as the National Institute of Standards and Technology or NIST.)

5.3 Thermocouple Extension Wires

Thermocouple extension wires are used when it is necessary to locate the reference
junction away from the thermocouple. In arder to avoid any inhomogeneity In the thermocouple
circuit before reaching the reference junction, the extension wires for base metal thermocouples
are usually made of the same material as the thermocouple wires. However, noble metal
thermocouples often use compensating extenslon wires fabricated from material different in
composition from the thermocouple but with similar thermoelectric properties within a limited

temperature range.
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Thermocouple assemblies for regular industrial use are oftan made with the extansion
wires and thermocouple joined tegether through a connector. In other designs, the
thermocouple wires themselves are made long enough to also serve as extension wires. In this
design, the extension wires penetrate out of the thermocouple assembly through a transition
piece with no discontinuity in thermocouple wires. The two different designs are referred tc as
Quick-Disconnect and Transition Typs (Figure 5.6). In the Quick-Disconnect design, the metal
contacts inside the connactor are made of the same material as the thermocouple and the

exiension wires.

Thermocouples and their extension wires are usually color coded to aid in identification
and to avoid inadvertent cross wiring. Table 5.2 shows the color codes for the eight most

common thermocouples.

5.4 Reference Junction Compensation

The EMF output of a thermocouple can be converted to temperature of the measuring
Junction only if the referenca junction temperature is known and its changes are compensated
for in the measuring circuitry. A simple remedy is to keep the reference junction at a known and

constant temperature medium such as an ice bath (Figure 6.7), or an oven.

In measurement and contrel instrumentation, maintaining a constant reference junction
iemperature is frequently inconvenient. Consequently, some measuring instruments use a
reference junction compensating resistor (R;} to automatically compensate for the changes in
reference |unction temperature (Figure 5.8). The reference junction resistor is at reference

junction temperature and is usually sized so that the EMF from the voltage divider is zero at a
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Thermocouple Connector Sheathed Thermocouple
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\ Insulated Thermocouple
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Figure 5.6. Quick-Disconnect and Transition-Type Designs of
Thermocouple Extension.
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TABLE 5.2

Color Codes of Standardized
Thermocouples and Extension Wires

Color of Insulation

Tvpe Name Positive Leq Negative Leq Overall

Basa Metal

E Chromel/Constantan Purple Red Purple

J IronfConstantan White Red Black

K Chromel/Alumel Yellow Red Yollow

N Nicroslil/Nisil Orange Red Brown

T Copper/Constantan Blue Red Blue
Nable Metal

B Platinum-Rhodium/Rhodium-Platinum  Gray Red Gray

R Platinum-Rhodium/Platinum Black Red Green

5 Platinum-Rhodium/Flatinum Black Red Grean
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Figure 5.7. Equipment Setup for Temperature Measurement
With a Thermocouple.
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reference ambient temperatura. I the reference junction temperature incraases, thermocouple
EMF decreases, however, the reference junction resistor increases in resistance, adding an EMF
in series with the thermocouple that Is equal to the decrease in the thermocouple EMF. The
measuring instrument consequently sees an EMF that is related only to the temperature of the

measuring unction, regardless of & changing ambient temperature.

in digital instruments, compensation for changes in reference Junction temperature Is
implemented differently. The incremental EMF caused by changes in reference junction
temperature is directly added to or subtracted from the thermocouple EMF. A small constant
current is supplied to the compensating resistor and the variations of the corresponding voltage
Is digitized and combined with the thermocouple EMF® to aceount for temperature changes at

the referencs junclion.
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6. THERMOCOUPLE CALIBRATION

Industrial thermocouples are not normally calibrated. Rather, they are used with standard
reference tables or polynomial expressions given In the NBS Monograph 126 or the ASTM
Standard 230. Each thermocouple type has its own reference table or polynomial expression.
The manufacturers of thermocouple wires aend thermoccl:uple sensors usually calibrate
representative samples of the wira after it is made, and apply the calibration to the rest of the wire

or to the thermocouples that are made with the wire,

The standard reference tables are subject to the tolerances shown In Table 6.1. If these
tolerances are not acceptable, then a representative sample of the thermocouple wire or the

thermocouple sensor must be calibrated in a laboratory to provide a better accuracy.

6.1  Callbration Procedure

The calibration of thermocauples may be done by either of two methods: the comparison
method and lthe fixed-point method. In the comparison method, the EMF of the thermocouple
is measured at a number of temperatures and compared to a callbrated reference sensor such
as a standard platinum resistance thermometer (SPRT), or a standard thermocouple. In the fixed-
point method, the EMF is measured at several established reference conditions such as metal
freezing baths whose temperatures are known from the laws of nature. The fixed points used
for this purpose at the NIST are the freezing point of zinc (419.58°C}, silver (961.43°C), and gold
(1064.43°C). In addition, in fixed point calloration of thermocouples, NIST incluces a
measurement at 630.74°C. Almost all thermocouple calibrations performed by the NIST and

others are done with the reference junction at ice point (0°C).
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JABLE 6.1

Typical Temperature Ranges and Hepresentative

Talerances For Standardized Thermocouples

Tolerance {°C)

Temperature Standard
Type Range (°C) Grade

Base Metal

E 0 to 900 1.7 or 0.5%

J Oto 750 22 or 0.75%

K Oto 1250 22 or 0.75%

N 0to 1250 22 or 0.75%

T 0 to 350 1.0 or 0.75%
Nobie Metal

B 870 1o 1700 0.5%

R 0 to 1450 1.5 or 0.25%

5 0 io 1450 1.5 or 0.25%

Special
Grade

1 or0.4%
1.1 or 0.4%
1.1 or 0.4%
1.1 or 0.4%
0.5 or 0.4%

0.25%
060r0.1%
06 o0r0.1%

Notes: 1. Above tolerances apply 1o new thermocouple wires in the size range 0.25

to 3 mm in diameter.
2 Above tolerances do not apply below (FC.

3. Above tolerances have a + sign in ail cases.
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The calibration data are tabuiated as EMF versus temperature for the number of different
temparatures in which the thermocouple is calibrated. Each pair of EMF versus temperature data
Is referrad to as a calibration point. The number and the choice of the calibration points depends
on the type of thermocouple being calibrated, the range of temperatures in which the
thermocouple wilt be used, and the accuracy requirements. As little as four points are sometimes
adequate, but there Is an advantage In taking more callbration points especially if the
thermacouple Is to be used over a wide range. The static output of thermocouples is not linear
and their EMF versus temperature cannot be modeled exactly for a wide temperature range. The
best that is known to date is that the steady state behavior of commonly used thermocouples
s reasonably represented by polynomial expresslc;ns of varying order except for type K. Fortype
K, an exponential term should be added to the polynomial to provide for a complete
characterization of EMF versus temperature. The general form of a polynomial expression for

the EMF output of a tharmocouple (E) versus temperature is written as:

E=a,+a, T+a,T*+a,T*+... +a,T" (6.1)
where a,, a;, @;, ... &re c.;onstants called the coefficients of the polynomial, and # Is the order
of the polynomial. An optimum order depends on the thermocouple type and the temperature
range for which the thermocouple is calibrated. Sometimes, more than one polynomial is used
to cover the EMF versus lemperaturs of a thermocouple over its entire operating range. Forthe
eight most commonly used thermocouples and temperature ranges, the order # has values of

as |itte as 2 or as large as 14 (Table 6.2).

In preparing the thermacouple for calibration, the measuring junction is usually welded

to the measuring junction of a standard thermocouple. If welding is not possible, such as when
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TABLE 6.2

Order of Polynomials for
Standardized Thermocouples

Tvpe Ternperature Range {°C Order (n)
Base Metal
E 27010 0 13
0 to 1000 9
J 210to 760 7
76010 1200 5
K 27010Q 10
0to 1372 B
N 270t0 0 8
(1o 1300 g
T 270to O 14
0to 400 B
Noble Metal
B a to 1820 8
R -850 to 630.74 7
1064.43 to 1665 3
1665 to 1767.6 3
] -60 to 630.74 6
630.74 to 1064.43 2
1064.43 10 1665 3
1665 to 1767.6 3
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an SPRT is used, the junction of the thermocouple and the tip of the SPRT are attached together

with a wire, or placed adjacent to one another.

Figure 6.1 shows a block diagram of the steps followed by the NIST in calibrating a
thermocouple by the comparison method in a furnace. Bare wire thermocouples and sheathed
thermocouples are callbrated the same way. Figure 6.1 shows the process for both the neble
metal and base metal thermocouples. The ditferences between the calibration processes for the
two groups of thermocouples are that the base metal thermocouples are not annealed, and the
callbration data for base metal thermocouples is taken In order of increasing temperatures
spocified by the user. In contrast, the noble metal thermocouples are annealed before
calibration, and the calibration process proceeds from high to low temperatures. Instead of
annealing the base metal thermocouples, the NIST requires that new thermocouple wires that can

safely be assumed as homogeneous be sent for calibration.

It should be noted that a homogeneity test is necessary before a thermocouple is
calibrated whether It is a noble metal or a base metal thermocouple. A thermocouple that has
any Inhomogeneous section may have a different EMF versus temperature relationship when it
Is placed in service than it does during the callbration process, depending on the temperature
gradient across the Inhomogeneity. It is due to the potential for inhomogeneity that
thermocouples which have been previously heated or Installed in a process are not calibrated

without a systematic inspection for inhomogeneity.

NIST also calibrates single leg thermocouple wires. These wires are sometimes referred

to as thermoelements. A single wire is calibrated against the platinum thermoslectric refarence

43



AEDC-TR-91-26

AMS-DWG BLK013B

Comparison Calibration of
Thermocouples (T/Ca) at NIST

Noble Metal T/C

R

Base Metal T/C

Visual Exornination at Rece_l{_:l
(Record Dimensions and Conaitions}

Visual Examinot'on ot Receipt
{Reject if Mot New)

Electncal Anneol
145(-C for 45 Minutes

Mount T/C in Insulating Tube

Mount T/C 1n Insulating Tube

Weld the Test T/C ke o
Calibrated Reference T/C

Wald the Test T/C to a
Caolibrated Reference T/C

Furnace Annecl
1100°C for 30 Minutes

Homogenity Check
{Immersion Test in a Furnace
at 1100°C). Reanneal
or Raject if Mot Homogenacus

Calibrate From 1100°C Down
to 100°C (Measure EMFs of
Test T/C and Reference
T/C Simultoriously)

Colibrate (Slowly Increasing
Temperature and Measure
EMFs of Test T/C and
Refarence T/C Simultanously)
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standard identified and maintained by the NIST as Pt-67. Both the noble metal and the base
metal wires are callbrated against Pt-67. The thermoelement Is joined with Pt-67 to form a

thermocouple and is callbrated using the process shown in Figure 6.1.

As mentioned earlier, the comparison callbration can be performed with a standard
thermocouple {such as type $), or a standard platinum resistance thermometer (SPRT) as a
reference. When an SPRT is used, the calibrations are performed in stirred liquid baths as
opposed to a fumace (for temperatures above ice point), and the measuring junction of the test
thermocouple is placed adjacent to the tip of the SPAT in the bath, but not attached or welded

to it

6.2 Processing of Callbration Deta

Pracessing of callbration data generally begins by calculating the ditierence between the
maasured EMFs and the EMFs given In the standard reference tables for the thermocouple being
calibrated (test thermocouple). The differences are calculated for all calibration points and
mathematically fit to a low order polynomial. The coefiicients of the low order polynomial are
identified from the fit and summed with the corresponding coefficients in the polynomial given
for the test thermocouple in Monograph 125 or ASTM Standard 230. This will provide a new
polynomial representing the EMF versus temperature relationship of the test thermocouple after

calloration. The procedure is shown in Figure 6.2 and is summarized below:

1. Measure the calibration medium’s temperature (T ) with a reference sensor
(a type S thermocouple or an SPRT).

2 Measure the EMF of the test thermocouple (E,,) at temperature T,
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3. . Look up in the standard reference tables, the EMF of the test
thermacauple at temperature T, or use the polynomlal expression for the
test thermocouple to abtain the EMF (Es):

E =a,+a T+a,T*+a,T>+...+aT" ©.2)
4, Calculate the difference between the measured and the reference table
EMFs; AE = Ey - E;

5, Repeat from step 1 with a different temperature until the differences are
identified at all calibration points.

6. Fit 2 E to a low order polynomial such as:

AE =b,+b,T+b, T+ ... (6.3)

identify b,, b,, b,, . .. from the fit. Usually, a low order polynomial such
as second or third orcler is used for the fit of the EMF differences. The
decision on the order of the polynomial for fitting the difference may be
made by implemanting an error minimization aigorithm to find the best fil.

7. Combine Equations 6.2 and 6.3 to obtain the new polynomial for the test
thermocouple:

E,=(a+b)+(@+b)T+(@+b)T*+a, T’ +...+aT" (B.4)

An alternative data processing procedure is to fit the raw calibration data for the test
thermocouple to a polynomial directly and select an appropriate order for the polynomial that
gives the best fit. This is a more stralghtforward procedure that can be implemented on a
calculator ar a small computer, The procadure outlined in the 7 steps above is the conventional
approach that was developed to fecllitate data reduction when computer data processing was

not as simple as it is now,

it should be pointed out that the discussions that we have carrled in this chapter do not
refiact the new International Tempersture Scale of 1950 {ITS 80}. The new scale became effactive
on January 1, 1990. In light of the ITS 90, new guidelines may be applicable to the calibration

ol thermocouples,
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7. PRINCIPLES OF THERMOELECTRIC THERMOMETRY

7.1  Thermoeleciric EHecle

Thermocouples are reversible heat engines that convert thermal energy 1o electricity
according to three phenomenon known by the naimes of the sclentists who discovered them.,
These phenomenon are referred to as Seebeck effect, Peltier effect, and Thomson effect. These

offects are reviewed below:

Seebeck Effect. The Seabeck effect defines the relationship between EMF, also
called the open circult voltage {E), and the temperatures at the two junctions of
a thermacoupia (Figure 7.1).

E=s5,(T,-T,) (7.1)

where s, ia reforred to as the relative Seebeck coefficient for the two wires a & b,
and T; & T, are the temperatures of the two thermocouple junctions. It is
important to point out that the open circult voltage, also known as Seeback
voltage, is not generated at the junction. Rather, it is a cumulative voltage
developed along the thermocouple wires. As such, the equation relating the EMF
o temperaiure is generally written as:

E=rsvT-dx (7.2)

where s Is the Seebeck coefficient for the thermocouple wires, vT is the
temperature gradient at any position x along the thermecouple wires, and [ Is the
length of the wire. If the thermocouple wires are homogeneous, s would be a
function of only 7 and not x, and we can therefors write:

_ [T
E = .[7'1 sdt {7.9)

Peltier Effect. The Peltier effact is the basis for thermoelectric heating and
cooling. Peltier found that cooling and heating occurs in a thermocouple junction
by passage of an electric current. This happens whether the current is criginated
in the clrcuit due to the Seebeck voltage or It is applled to the circult by an
external source. If the current flow ig In the same direction as the Seebeck
cusrent, the junction is cocled and if it flows In the opposite direction, the junction
is heated.
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Figure 7.1. Typical Thermocouple Circuits.
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The Peltier effect is not related to thermoelectric thermometry, but it has an
implication in the response time testing of thermocouples using the Loop Current
Step Response {LCSR) method described later in this report. If a DC current Is
used in perlorming the LCSR test, then the thermocouple may undergo cooling
or heating, depending on the direction of the applied DC current. Initially, this
effect was thought to be detrimental to the LCSR test it it cooled the junction, and
subssquently it was thought to be helpful to the LGSR test if it heated the junction.
However, labaratory tests performed In this project have shown that the Peltier
effect is neither significantly harmful nor significartly helpful in testing the
thermocouple types and sizes studied here. Nevertheless, in the LCSR
developments which were carried cut in this project, high frequency AC currents
were emplcyed to avoid the Peltier question altogether.

Thomson Effect. The Thomscon effect occurs In a single conductor as

demonstrated In Figure 7.2. If a conductor is heated at a point to a temperature

T,, two poinis p; and p,, on either side will be at a lower temperature 7, . If a

current flows In the wire as shown In Figure 7.2, electrons absorb energy at point

P> &8s the current flows opposite to the temperature gradient, and release this

energy at point p,, as the current flows in the same direction as the temperature

gradient. Because the gain and the loss are equal, there is no net effect along the

wire. That is, the application of heat to a single homogeneous wire does not

generate a net thermoelectric voltage according to Thomson (Thomson is also

known as Lord Kelvin).

Although the behavior of a thermocouple can be described in terms cf the simple
relationships such as Equation 7.1, it Is not simple to model a thermocouple to predict its output
analytically from Information about its structure or composition. The EMF versus temperature
relationships of thermocouples are predominantly empirical, even though thermodynamic
principles and frae electron theory of metals can help provide a qualitative insight into their theory

of opei’aﬂon.

7.2 The Laws of Thermoelectricity
The behavior of thermocouple circuits has been summarized in terms of statements
referred to as the laws of thermoslectricity. There are about six laws, three of which are the most

important and useful and are discussed below.

50



AEDC-TR-21-28

A SDWS. TREBA 1A

Figure 7.2. lllustration of Thomson Effect.

]|



AECC-TR-81-26

Lew of Homogeneous Metals. The EMF output of a thermocouple mada
of two homogeneous metals is not affected by temperature other than the
temperatures at the two junctlons.

Law of Intermediata Metala. In a circuit of dissimilar metals, if a third
haemogeneous wirs is addad between poimts X and Y, as shown in Figure
7.3, no additional EMF will be generated if points X and Y are at the same
temperature, Stated differently, the algebralc sum of the EMFs In a circuit
of any number of dissimilar metals is zero if all the wires are at a uniform
temperature, i.e,

n
EMF = ¥, 5 (T, - T))

ia1
A special case of the law of intermediate metals Is described below:

If motal C is inserted between metals A and B, at one of the
junctions, the temperature of C at any point away from AC
and BC ]unctions is immaterial as long as the junction AC
and BC are at the same temperature (Figure 7.4). This iaw
indicates that the measuring junction can be formed by any
number of ways such as a wire made of any material, soft
solder, silver solder, brazing, or wrapping the metals
together andfor welding as long as the thermoelements of
the measuring junction are connected electrically.

Law of Inlermediate Temperatures. The EMF generaled by a
thermocouple between temperatures T, and T Is the sum of the EMF
generated (by the same thermocouple) between T, and T, and thal
generated between Ty and T,. il T, < Tz < T,.. This Is the basls for using
tha generic thermocouple calibration charts that are written with reference
to 0°C.

7.3  Thermocouple Circuit Analysis

(7.4)

Afow axamples of typical thermocouple circuits are discussed below to illustrate how the

three laws of thermoelectricity are used and to help in diagnosis of thermocouple circuit

problems.

Example 1. Recalling that the sum of individual Seebeck wvoltages in a
thermocouple circuit equals to the thermocouple output EMF, we start with the
simplest thermoeouple circull (Figure 7.6a):
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E=s,(T,-T)) +5(T, - T,) (7.5)

=5, (5~ T) -5, (I, - T,) = G, -5,) (T, - T})

where E is. the open circuit voltage of the thermocouple, 7, & 7, are the -
temparatures of the two thermocouple junctions, and s, & s, are the absolute
Seebeck coefficients for the two thermocouple wires. |f the relative Seebeck
cosfficlent is denoted as s,;, we can wrile:

5. -3 =5

a L] ab {7.6)
E = Snb (Tz - Tl)

Example 2, Wo now show the effect of extenslon wires on the outpitt of a
thermocouple (Figure 7.5b). Assuming that the extension wires are made of
copper with Seebeck coefficiant 5., we can write:

E=5 (T -Ty) +5, (T, -T)) +5, (T, - 1)

(7.7)
+5, Ty -T) =5, (T, -1,)

That is, the addition of the extenslon wires does not alter the thermocouple
output.

Example 3. Somatimes thermocouples are exiended with thermocouple extension
wires made of similar materials so that the reference junction can be placed
roemote from the thermoccuple site. Assuming that the extension wires have
Seeback coefficients 57, and s;, {Figure 7.5c) we can write:

E=5, (T, -T) +s5, (T, -T,) +5, (T, - T,)

+ -‘J; (To - T)) =5, (T, -T}) + sn'b (T, - T,) (7.8)

Eésﬁb(Tz—To) if s;;,=sab.

Note that the temperature T, (which occurs at the thermocouple connector site)
does not have any effect in the output as long as s, = 5., . Note also that it is
not required for the absolute Seebeck coefficients to be equal as long as the
relative Seebeck coefficients are equal {52, = 5,.).
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Example 4. This example corresponds to the law of thermoelectricity which
allows for tha junction to be made of a third material such as soft solder, silver
solder, sic. If the Seebeck coefficlent of the third material is 5, we can write
(Figure 7.5d):

E=5(T,-T)) +s5, (T; - T,) +3; (T, -T3) 79
5 (T - T) =5, (T, -T))

A consequence of tha above analysis Is in cases where thermacouple wires are
individually attached to a metallic object to measure its temperature. This analysis
shows that the thermoelectric proparties of the metallic object play no role in the
temperature measurement.
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8. FUNDAMENTALS OF SENSOR DYNAMICS

The dynamic response of a sensor or a System may be Identified theoretically or
experimentally. For a temperature sensor such as a themmocouple, the theoretical approach
requires a thorough knowledge of properties of the sensor internal materials and their geometries

i) é
as well as a knowledge of the properties of the medium surrounding the serﬁor “Since these

properties are not known ihoroughly, or may change under process operatlng or aging
conditions, the analytical approach alone can only provide approximate results. A remedy is to

combine the theory with experiments,

The theory is used to determine the expected behavier of the sensor in terms of an
equation cafled the "madel” which relates the Input and the output of the system. The system
is then given an experimental input signal end its output is measured and malched with the
model. Thatis, the coefficlents of the model are changed Iteratively until the model matches the
data within a predetermined convergence criterion. This procaess is carrled out on a digital
computer and is referred to as “fitting". Onoe the fitting is successfully completec_!; the coefficlents
of the model are kientified and used toc determine 1he responss time of the sensor. However, if
the sensor can ba represented with a first order model, a fitting is nhot necessary becauss the
response time can be determined directly from tha output of the sensor. The definition of a first

order model and kis dynamic response is described later in this chapter.
The model for a sensor or a system may be expressed in terms of a time domain or a

frequancy domain equation. The time domain mode! is usually a specific relationship giving the

transient output of the aystem for a given input signal such as a step or a ramp signal. The
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frequency domain model is often represented as a general relationship called the "transfer
function" which includes the input. if the transfer function Is known, the system response can

be obtained for any Input. As such, the transfer function is often used in analysis of systermn

dynamics.

In steady slate analysis, the transfer function is a constant called "Gain" which relates the
DC output to the DC input (Figure 8.1). The Gain is also referred to as the zero order transfer
function. in dynamic system analysis, the transfer function is defined in terms of the Laplace

transforms of changes that occur in systern output per changes in system input {Figure 8.2):

6O (5)

Gs) = —_— 22 {B.1)
) oI(s)
G(s) = transfer function
60 = changes in system output
&I = changes in system input
5 = frequency domain parameter

The section that follows uses a simple example to lllustrate how the transfer function of

a thermal system is derived and how it is used to interpret experimental results.

8.1 Response of a Simple Thermal System

Consider a thermocouple whose sensing section is assumed to be made of a
homogeneous material represented by the mass “m" and specific heat capacity ‘c* as shown in
Figure 8.3. The response time of this systam, when it is suddenly exposed to a medium with

temperature 7;, may be derived theoretically using the energy balance equation describing the
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system. Assuming that the thermat conductivity of the thermocouple material is infinite, we can

write:

dT
me = = hA (T, - T) (82

Equation 8.2 is a first order differential equation representing the dynamics of the first order
thermal mode), and its parameters are:
haat transfer coefficlent

affected surface area
response of the system as a function of time, 1.

~ oA
o

Equation 8.2 may be solved in time domain by intagration, or in frequency domain by
Laplace transformation of both sides of the equation. We will proceed with the latter approach.
This will allow us to express the solution In terms of a transfer function of the following from

which relates the Laplace transform of the cutput, 7(s) , to the Laplace transform of the input,
T; (s):
G(s) = 8.3

The Laplace transformation of Equation 8.1 is:

$T(s) - T(0) = pT,(5) - T(6)] @4

where

3 &

P:

s = Laplace transform variable

To simplify our derivation, let's assume that 7(0) = 0 , then:
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_Ts) _ p
G(s) = m e r; {8.5)

where G(s) is the transfer function of the first order system and p is referred to as the pole of the
transfer function. The raciprocal of p has the unit of time and is called the time constant {r) of

the first order system:

(8.6}

13

As shown below, the transfer function can be used to derive the response of the system
to any input such as a step, a ramp, or a sinusoidal input. The following derivation will also show
that the same numerical value is obtalned for the response time of a first order dynamic system
whether we use a step, a ramp, or a sinusoidal input. Proceeding to derive the step response,

wo can write:

= = a .
T,(s) = 81(s) 3 8.7)

where a is the step amplitude. Substituting Equation 8.7 in 8.5, we will obtain:

Y .
) = %+ h) &

The inverse Laplace transform of Equation 8.8 will give the step response of the system as

follows:

4

Of)=a(l-e7) whee 7 =1l, (8.9)

If we now perform an experiment in which the output of the system is measured for a step

change in input, the data would resemble the curve shown in Figure 8.4. These data can now
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be fitted to Equation 8.9 to obtain the time constant (). However, fitting is not necessary in this

simple case because Equation 8.9 can simply be solved for ¢ = r as:

O(t=1)=a(l-e7)=0632a
Oft=w)=a : a = final value

{8.10)

Equation 8.10 shows that the time constant of the system can be identified directly from
the transient data shown in Figure B.5. This Is done by determining the time that is required for

the system output to reach 83.2 percent of lts final value.

The ramp response is obtained by substituting the Laplace transform of a ramp signal Lz
s
for T (5) In Equation 8.5:

=__P 8.11
() g (8.11)

where 1p is a constant which we denote as k. An inverse Laplace transform of this equation

results in:

—=

Of) =kt -7+71e") @13

A plot of this equation Is shown in Figure 8.6. Note that when £> > 7, the exponential term will

be negligible and we can write:
oty =k(t-1) {8.13)

That is, the asymptotic response of the system is delayed with respect to the input by a value

equal to the step response time constant (7).
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For a sinusoidal Input, the rasponse time is expressed in terms of the reciprocal of the

comer frequency of the frequency response plot (i.e., the break frequency of the Gain portion
of the Bode plot). The comer frequency Is denoted by the letter w. We will show that (l) is
/-

equal to the time constant {7) for a first order system. Substituting jw for s In Equation 8.5 and

writing 7 for (1), we will obtain:
p

Gliw) = —1 (6.44)
- jeT ]

where w is the angular velocity In radians per second and j = \/-1 . @ camplex number. The

magnitude of G(jw) is:

L
16| = _Zle+ 1]1 (8.15)

The comer frequency is the frequency at which |G| = 0.707. Substituting this In the
1

W

above equation and solving for 7, we obtain 7 =

8.2 Characteristics of First Order Systems
A first order system is defined as a system that can be represented by a first order
dilerential equation such as Equation 8.2, A first order system is also defined as a system that

has only one pale in its transfer function such as Equation 8.5,

The response time of a first order system is expressed in terms of an index called time

constant, ramp time delay, or frequency response, depending on how the index is measured.
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if it is measured using a step input signal, the response time is usually expressed as time
constant. I it is measured using a ramp input signal, it Is callod a ramp time delay; and if It is
measurad using a periodic signal such as a sinewave, i Is called the frequency response of the
first order system. A unique feature of a first order system Is that its time constant, ramp time
delay, and frequency response (expressed In terms of reclprocal of corner frequency), are
numerically equal. Figure 8.7 presents a summary of the dynamic responses of a first order
system for four different input signals, This includes the response for a nendeterministic input

signal such as the random noise shown in the last item of Figure 8.7.

8.3 Definition of Time Constant

The time constant of a system in general is defined as the time required for the system
output to reach 63.2 percent of its final value following a step change in input. Although this
definition is based on the rasponge of a first order system (Equation 8.10), it Is convaentionally
used in defining the response time of temperature sensors such as thermocouples and RTDs that

are not necessarily first order.

All references to the termn time constant throughout this report correspond to the definition

given above, regardiess of the dynamic order of the system.

It should be noted that the normalized step responss transients for two first order systems
that have the same time constant are readily superimposed, while the step response transients
for two higher order systems that pass the 63.2 percent mark at the same time may or may not
have the same transient behavior (Figure 8.8). This indicates that a single time constant does

not adequately characterize the dynamic response of systems that are not first order.
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8.4 Response of Higher Order Systems

Although some systems such as the simple thermal system discussed In Section 8.1 can
be approximated with a first order model, the transient behavior of most sysiems is generally
written in tarms of higher order madels. This includes thermocouples which should generally be
represented by the following transfer function:

T(s) _ 1

G(s) =
L 5 B N R B

{8.16)

Where p, , Pz, - - « P, are called the poles of the system transfer function. The poles are also
referred 1o as the modes of the system’s response. The reciprocal of these poles are denoted
as 7;, T;,-.- Ty, which are called modal time constants. The following derivations show that

the overall time constant of a system is obtained by combining its modal time constants.

The response of a highser order system lo a stap change in input Is derlved by substituting
T;.(s) = l in Equation B.16 and performing an Inverse Laplace transform. This will give the
5
following:

L1 eft
e CARNCA AR
ePz'
ey B e R

T(r)

(B.A7)
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This may be written as:

O * T [1 wors oy
PINP) - - - Py PPy P) - - - PP, (3.15)
. (PP - - - (Pu) &t o .
pz(pz P]) LR (Pz'Pu)
Now we introduce the concept of modal time constants, 7, = 1 or:
e = e (8.19)

We now proceed to calculate the steady stale or the final value of the step response.
Substituting the exprassion 8.19 in Equation 8.18, and evaluating the resulting equation at a time

when the exponential tarms have dled out, we will oblain:

1
T(w) = 8.20
S N AR (820
Thus:
___1_
ny 7y
vk ] o ]
nT (8.21)
. T172-- Ta _?';
1{1 1 1,1
B2 B I e

Now we proceed to determine the expressions that give the overall time constant () of the

system in terms of its modal time constants (r;, 75, 73,...).
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Due to the decaying nature of temperature sensor response curves, we can safely

assume that the values of the modal time constants rapldly decrease as we go from 7; 0 7,10

- Ty

if we Iat 7, be the slowest time constant (largest in value) and evaluate the second

exponential at L. 1, we obtain the following:

7.
T -
2 e (are=1)
i
2 0.135
3 0.050
4 0.018
b Q.007
T
Since — is typically about § or greater for a temperature sensor, the contribution of 7, is small
T2

by thetime? = 7,. Since 1, has the most important effect on 7, we can also assert that 7, and

higher terms have a small influence when ¢ = 7. Thus, we may write:

1
PR -5

_;(‘) ~1+ e e (6.22)

(=) 1|1, 1 1,1

hi'h T T Ta

Now, wa can set OE? = (.632 and solva for r to obtain:
o
e 20368 (1-2y(1-2y. .. - (8.23)
7 " T
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or

T T . T
rer[1-In{1-2)-m(1-2)-... (1 -2 (8.24)
L) T T

This is an important relationship in the Loop Current Step Response (LCSR) development.
As will be seen later in Chapter 10, the overall time constant of a thermocouple is determined

from the modal time constants that are readily obtained by flitting of the LCSR daia.

For ramp response, we substitute E:.i for Tf(s) In Equation 8.16, where k |s the ramp rate:
5

~ k
S-p)E-p) ... (5-p,)

The sensar response may be evaluated by inverse Laplace transformation. The partial fraction

T(s) (6.25)

method gives:

A A A
o = 2+ 2 e T T (8.26)
P’ P p-p, P-p,

The arbitrary constants 45 must be evaluated if the complete response Is required. However,
we are interested only in determining the ramp time delay. Consequently, the exponential terms
are of no interest, and we can concentrate on.4; and 4, Thesa may be evaluated to give the

following result;

=Kk
(8:27)

4,
Ay=k[r+1,+...+7,]
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Therefore
O@ ~k[t-(ry+1,+... + 7,)] (8.28)

In this case, we oblain:

Ramp Time Delay = 1, + 1, + ... + 7, (B.29)

f

Equations 8.29 and B8.24 show that the time consiant of a first order system Is equal to
the ramp time delay of the system and as the order of the system increases, the time constant
and the ramp time delay slowly depart from one another. As shown in Figure 8.9, the time

constant is always greater than the ramp time delay for higher than first order systems.

71



e

AEDC-TR-91-28

Percent Difference Between Response Times from Step and Ramp Inputs

JJA00BA-01C

'] L 1 1

0.1

0.2

L

LI

Tau2/Tau1

UL

Figure 8.9. Relationship Between Time Constant
and Ramp Time Delay.
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9. RESPONSE TIME TESTING METHODS

8.1  Plunge Test

The response time of a thermocouple is classically measured in a laboratory environment
using a method calied plunge test. In this test, the thermocouple is exposed to a sudden change
In temperature and its output is recorded until It reaches steady state. The analysis of a plunge
test to obtain the 'time constant of a thermocouple is simple. For exampte, if the thermocouple
output transient is recorded on a strip chart recorder, the time constant is found by measuring
the time that corresponds to 3.2 percent of the final value (Figure 8.1). it should be noted once
again that although this definition of time constant is analytically valid only for a first order
system, it is used conventionally for determining the response time of all temperature sensors
regardless of the dynamic order. Therefors, all references to the term response time or time
constant in this report correspond to this definition regardless of the type or size of the
thermocouple, the test condition, or the test method being used (whether it is the plunge or the

LCSR test).

The step change in temperature that is needed for response time testing is usually
produced by plunging the thermocouple from one medium into another with a different
temperature. The test is normally conducted in either water or air, Water festing may be
accomplished by any number of methods. One methed is to hold the thermocouple in room
temperature air and then plunge it suddenly into warmer or cooler water. The temperature of the
final medium, in this case the water, must be constant during the test. A similar method, which
would not involve an effort to maintain the water temperature constant, is to heat the

thermocouple in air above the water using a warm air blower, and then plunge it into room
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Figure 9.1. Determination of Thermocouple Time Constant
from an Actual Plunge Test Transient.
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temperature water. Similar procedures are used for testing of thermocouples in air. The tests
that were performed in air in this project involved heating the thermocouple with a warm air

blower, and plunging it into an air stream at ambient temperature.

Figure 9.2 shows simplified schematics of the laboratory test equipment we used in this
praject to perform plunge testing in water and in air. This is followed by Figures 9.3 through 9.5

with photographs of the agquipment.

The thermocouple time constant obtained by the plunge method is a relative index which
should be accompanied by an expression of the test conditions. This is important because the
response time of thermocouples is strongly dapendent on the properties of the final medium in
which they are plunged. The type of medium (air, water, eic.) and its flow rate, temperature, and
pressure must always be mentioned with the response time results. The flow rate is usually the
most important factor foliowed by temperature and then pressure. These parameters affect the
film heat transier cosfficient on the thermocouple surface which is related to response time.
Higher flow rates increase the heat transfer coefficient and reduce the response time.
Temperature, howsever, has a mixed effect. On one hand, it acts in the same manner as fiow, i.e.,
it increases the film heat transfar coefficiant and reduces the response time. On the other hand,
high temperatures can affect the meterial properties inside the thermocouple and sither increase
or decrease the response lime. Pressure does not usually affect the time constant except for
whatever effoct it may have on the fluid properties that control the surface heat transfer

coefficient.
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Figure 9.2. Equipment Setup for Laboratory Plunge
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Figure 9.3. Laboratory Equipment for Response Time Testing of Thermocouples.
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Figure 9.4. Rotlation Tank of Water for Plunge Test.
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Figure 9.5. Air Loop for Response Time Testing
of Thermocouples.
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8.2 Loop Current Step Response Test

Since the response time of a thermocouple Is strongly affected by procass conditions,
laboratory measurements such as plunge tests in a reference condtition cannot provide accurate
information about the "in-service" respense time of the thermocouple. Therefore, an in-situ
method that can be implemented at process operating conditions must be used. The LCSR
method was developed to provide the in-situ response time testing capablility. The test is
performaed by heating the thermocouple internally by applying an electric current to its extension
leads (Figure 9.6). The current is applled for a few seconds to raise the temperature of the
thermocouple a few degrees above the amblent temperature. The current is then cut off and the
thermocouple output is recorded as i cools to the amblent temperature (Figure 9.7). This
transient, which is referred to as the LCSR fransient, is predominantly due to the cooling of the
thermocouple junction. The rate of the thermocouple cooling transientis proportional to lts ability
to dissipate the heat generated in its junction. Therefore, the LCSR data can be used with an
analytical approach to identify the time constant of the thermocouple under the conditions tested.
The analytical approach uses tha LCSR data to establish the response of the sensor to any
change in temperature. The validity of the LCSR test can be demonsirated by meaasuring time
constants of a group of thermocouples by the plunge method In a laboratory and repeating the
measurements in the same conditions using the LCSR method. This work was dona In this

project as described in Chapter 12 entitled, "LCSR Validation".

The LGSR teéting of thermocouples can ba performed using an AC or a DC current
source to produce Joule heating, which 1s proportional to the current squared and is distributed
along the whale length of the thermocouple. The Joule heating is given by PR where [ is the
applled current and R is the electrical resistance of the thermocouple wires Involved. Since the
clactrical reslistance of thermocouple circuits are small and distributed along the sensor, the
heating current must be large snough to produce sufficient heating and provide a useful LCSR

signal when the current is cut off. Depending on the size and length of the thermocouple and
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Figure 9.7. A Typical LCSR Cooling Transient.
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its extension wires, heating currents of approximately 0.3 to 3.0 amperes are usually used in
LCSR testing of thermocouples as opposed to 30 to 60 milliamperes that Is used in testing of
Resistance Temperature Detectors {(RTDs). This is because in RTDs, the resistance of the circuit

is much higher and predominantly concentrated at the RTD's sensing filament.

In addition to Joule heating, the application of an electric current to a thermocouple
produces Peltler heating or cooling depending on the direction of the applied current. Peltier
effect can cause 'a problem if DC currents are used in LCSR testing of thermocouples. While
Joule heating Is uniformly distributed along the thermocouple wires, Peltier heating/cooling is
concentrated at the Junctions of all dissimilar metals In the thermocouple circuit. Consequently,
if a DC current Is used, all the junctions in the circuit that have accumulated Pettier
heating/cooling during the LCSR test will produce temperature transients after the current is cut
off. These transients are unrelated to the response of the thermocouple junction and can cause
error in the LCSR results. Furthermore, the Peltier heating/cooling at the measuring junction will
decay axially as opposed to radially. This is detrimental to the LCSR analysis which Is based on
the assumption of predominantly radial heat transfer. In Joule heating, the heat transfer from the
junction is predominantly r.adial. This Is because with Joule heating, in addition to the junction,
the thermocouple wires will heat up during the LCSR test. When the current Is cut off, the Joule
heat at the junction can not go up through the wires much because the wires are approximately
as hot as the junction itself. This forces most of the heat to decay radially. With Peltier
heating/cooling, however, there Is a temperature difference between the junction and the
thermocouple wires when the current is cut off. Therefore, with Peltier, the heat can go up

through the wires even though some of it will also dissipate radially.

To avoid the Peltier effact, AC currents are often used. The higher the frequency of the
AC current, the lower is the Peltier effect. This is because the heating or cooling that is produced
when the current is in a given direction is cancsled by the heating or cooling that is produced

whan the direction of the current is reversed. In order to minimize or avoid the Peltier effect, we
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have used a 1000 Hz current source in the LCSR test equipment that was developed in this
project. Figure 9.8 illustrates the effects of Peltier heating or cooling on the LCSH test transient

for a thermocouple®.

Another phenomenon that may have a bearing on the LCSR testing of thermacouples is
referred to as the magnetic effect. The magnstic effect is a problem mostly with the type K
(Chromel/Alumsl) thermocouples due to the Alumel wire which i Ferromagnetic. The magnetic
effact which Is also called Ettingshausen-Nernst (EN) effect describes the combined effects of
temperature, applied current and magnetic fislds on the voltage produced in thermocouple
circuits. The effect depends an the crientation of the magnetic field and the temperaiure gradient
along thermocouple wires. A magnetic field placed around the thermocouple can change the
Seeheck coefiicient of the wires by interfering with the transport of electrons in the metal. In a
study conducted by Kollie, et. al. ", it was shown that type K thermocouples placed in a magnetic
field can have temperature indication errors of as much as + 150 percent at 100°C. This error
occurred due 1o an Inferaction of temperature gradient and magnetic field impressed on

thermocouples during heat transfer experiments at the Oak Ridge National Laboratory.

Shepard & Carroll® found that the magnetic effect can cause a non-thermal transient with
a 632 percent decay time of about 50 milliseconds on the LCSR signals for type K
thermocouples tested with a 1000 Hz of AC current. Apparently the magnetic translent ocours
due to the LCSR heating current magnetizing the Alumal wire in the thermocouple. This transtent
which Is not related 1o response time of the thermocouple, results from the decay of a magnetic
field after the current is cut off. The direction of the magnetic transient (positive or negative) was
found to vary with the phase of the AC current at the instant when the current is cut off In a LCSR
test. Figure 9.9 lllustrates the potential results of the magnetic effect on a LCSR signal. |t also
illustrates the explanation provided by Shepard® that this effect may be described in terms of

magnetic domain flipping and relaxation in the Alumel wire,
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Shepard & Carroll® found that the magnetic effect in type K thermocouples is measurable
below the Curie temperature of Alumel wire, which is about 160°C, and that the effect vanishes
above 160°C. This has been confirmed by placing the Alumel coil in a furhace and obsarving
that the magnetic EMF appears and disappears as the coil temperature was varied above the
Curie temperature, Shepard & Carroll have concluded that the magnetic EMF can be prevented
in a LCSR test by a ramp shut off of the heating current rather than a sudden interruption. More
specifically, they used a pracedure by which the LCSR heating current was first rampad down
about 10 percent at each cycle, for 10 cycles of a 1000 Hz heating signal, and then cut off. We
did not use this approach or any other approach In the design of the equipment developed in
this project. This decision was made after much deliberation and a series of laboratory tests to
address the question. Based on the results of our discussions and the laboratory tests, we
concluded that we can neglect the magnetic effect because it is only a problem with type K
thermocouples, and the 50 milli#eoonds magnetic decay tims is small compared o the nominal

response time of most common sizes of type K thermocouples.
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10. LOOP CURRENT STEP RESPONSE THEORY

10,1 Background
The Loop Current Step Response (LCSR) test is based on the principle that the output
of a thermocouple to a step change in temperaturs induced inside the thermocouple can be
“converted to give the equivalent response for a step change in temperature outside the
thermocouple (Figure 10.1). This is possible because the transfer function that represents the
response {0 an external step change in temperature is related to that for an internal step change

in temperature as follows:

G = 1 (10.1)

(s-p)(5-p;) - - -

Gresn = G-p) (s ipz) — [(5-2)(5-2) - - -] 102

Where Gpy,, represents the response that will be obtained In a plunge test and G,
ropresents the response that will be cbtained in a LCSR test. Itis clear that the plunge response
ls a subset of LCSR response msaning that lf LCSA response Is known, the p), p,, ... wiil be
known and can be used to obtain Gp,,- The derivations that follow are carried oul {0 show

how we arrived at Equations 10.1 and 10.2 given above.

10.2 Hoat Transfer Analysis of a Thermocouple System
The derivation of the LCSR and plunge test transfer functions given as Gy cez and Gpypee
above are basaed on the assumption that the heat transfer between the thermocouple junction

and the surrounding media is one dimensional (radial). With this assumption, the heat transfer
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between the hot junction and the medium (fluid) sumrounding the thermocouple may be
represented by a lumped parameter network such as the one shown In Figure 10.2. For this

network, the transient heat transfer equation for node i Is written as®:

m® Y 1y - Leo-T) (10.3)
dt R1 i-1 i Rz i i+l

where 7 and ¢ are the mass and specific heat capacity of material in the node, and R; and R,

are the heat transfer resistances. Equation 10.3 may be rewritten as:

dT,

3?' = G Ty e T+, T, (104)
where
1
Bii-1 mcR
1
1 1 1
a = N b SJ— 10.5
¥ R ( : Rz) (10.5)
_ 1
ai,l'fl mcR
2

The nodal equations may be applied to a series of nodes, starting with the node closest

to the center (i = I} and ending with the node closest to the surface (i = n):
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2 - fu T, +a,T,
ar,
—- = a,T, - a,T, + a,T,
dT,
3 106
z a7, - a5y + a5,T, (108)
dT,
E‘ = an.n-lrn-l_an.nrn + anF TF
where
T; = temperature of the ith node (measured relative to the initial fluid temperature).
T, = change of fluid temperature from fts initial value.

These equations may be written in matrix form:

= Ax T, (10.7)
dt * 1T
where
-Tl T au ﬂn 0 ] 0 0 ] 0 7
T, a, -a, 4y 0 0 0 0
T, 0 a, -4, a, 0 0 0
X = . A= D T = (10.)
0
. 0
Tn \_ 0 au.n—'l -ﬂn,n .aﬂF _
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Laplace transformation gives:

[ - A1Z() = [ T.(5) + X(t =0). (o9

The solution for the temperature at the central node, x; (s), is found by Cramer’s rule:

B(s) _
T,(s) = Al (10.10)
where
[ T,(0) a,, 0 .. 0
T,(0) (svay) -2, O
TX0) -2y, (§+4y) -8y
B(s) =
0
. . . .. 0
[T(0)+a, Te(s)] O 0 0 . -a, ., (s+a, ,)
(10.11)

This Laplace transform is general for one-dimensional problems and its accuracy depends
on the number of nodes used. Equation 10.9 Is solved below for two different initial conditians,
one initial condition to correspond to the LGSR test and the other to correspond to the plunge
test. In the LCSR test, the temperature in the center node (hot junction of thermocouple} is not
ambient at time t = 0, while for the plunge test, the temperature at the center node is ambient

alt=0.
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10.3 LCSR Equation

For the LCSH test, X (1 = 0) is the initial temperature distribution, and it is a vector with

all entries nonzero, meaning that the first column of B(s) in matrix 10.11 has all nonzero entries.

Evaluation of the determinants, B(s) and |s7 - 4|, in Eq. 10.10 gives:

. T_IQ } F-z)6-2)...065-2,,) (10.12)
Tp(s) (s 'P1)(5 'P1) - (s 'P,.)

G(#)

where each z; is a zero (a number that causes T)(5) to equal zero), and p; is a pole (a number
that causes T(s) to equal infinity) and K is a constant gain factor that can be set equal to unity
to simplify the equation. The response T,(7) for a step change is obtained using the residue

theorem {(assuming all distant poles):

_ (2 (23} - - (2,0) . @ -2)@ -2) - (P - 2,,) e

T =
A R N N PURY % B TN TS B Ty (10.19)
+ (P, 'Zl)tpz ). (P - 2,,) e+ ..
(£ - P )P, - Pa) - (P2 - Py}
This may be rewritten as
T(t) = A, + Ae™ + A e™ + . (10.14)

Ay Ay Ay oo = f PPy - 252 )

Equation 10.12 is referred to as the LGSR transter functlon (G , ;) and Equation 10.14

is referred to as the equation for the LCSR transient. If the data for a LCSR test is mathematically
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fit to Equation 10.14, the values of p, , p,, . . . can be identified and used to construct the

plunge test franslent.

10.4 Plunge Test Equation
For a step perturbation of fluid temperature, Tz (s) is nonzero, but X (¢ = 0) has all zero

entries because the initial temperature distribution is flat and equal to the initial fluid temperature.

In this case, the first column of B(s) contains all zeros, except for the last entry.

In this case, B{s} from matrix 10.10 may be written as:

[ 0O a,, 0 - . 1
0 (s+ay) -a, O
0 —a,, ($+@3) By - .
B(s) = | . ] . L i {10.15)
. . . . 0
| T.s) 0 0 0o . -2, 1544, ,) |

Using the Laplace expansion method for evaluation of the determinants, we obtaln:

[ -8y, 0 "0 0 ...
(s+ay) -y 0 0
A, (S+8y) -4y O
B(s) = a, T.((-1)" | o Gy (54G,) Gy - {10.18)
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This is a lower diagonal matrix, and its determinant is the product of the dlagonals:

B(5) = a T (5)(-1)*" (@ a8, ... ) - (10.17)

Therefore:

a, T, (s)(-1)""!
T (s} = nF - F (10.18)
) " I Gom)  GB)
7,5)

Te(s

and the transfer function

K

M e A T A B )

(10.19)

where K is a constant thal can be set equal to unity to simplify the equation. By using the
residue theorem, we abtain the following expression for the fuid temperature step change

(Laplace transform of a unit step, i.e., T(5) = % :

T,(t) = ! * ! e’
(-p)(P) . (-P,)  PP-PIPP3) - (B17D,)
(10.20)
+ 1 epzt .
Pz(.pz'.p1)(pz'.p3) LR (Pz'.pg)
This equation may be written as:
=B + Py oL
T() = By + B,e" + Bye wo21)

By, BB, . .. = f(pysPys - - -)
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The following observations can be made about the fluld temperature step change (plunge) case:

1. The exponential terms {p; , p;, - - - } are the same as thoss of the LCSR
result. This is expected since the expanents depend only on the heat
transfer reslstances and heat capacities, and these are the same in both
cases.

2. The coefficients that multiply the exponentials are determined by the values
of the poles but not of the zeros. Therefore, a knowledge of the poles
alone Is sufficient to determine these coefficients and the exponentials.

10.5 LCSR Transformation Procedure
The results of the derivations carried out above are used with the following procedure to

convert the LCSR transient to give the equivalent plunge test transient:

1. Perform a LCSR test and sample the data with a computer. Figure 10.3
shows a laboratory LCSR transient for a thermacouple tested in air.
Normally, the LCSR transient starts at a high output value when the LCSR
test begins and decreases as the thermocouple caols to the ambient
temperature. However, 1t is customary to invert the LCSR transient and
show it from low to high as displayed in Figure 10.3.

2 Fit the LCSR data to the following equation and identify the p;’s. The A;’s
do not have to be identified.

T@) = Ay + A, + A, + L. (10.22)

3. Use the p,s identified above in Equation 10.20 fo construct the
temperature response that would have occuired if a fiuid temperature step
had been imposed.

4, Use the transient identified in step 3 to obtain the time constant of the
thermocouple by determining the time that it takes for the transient to
reach 63.2 percent of its final steady state value. Another approach, which
Is more often used to obtain the time constant, involves substituting the
P;»DPas.». for 77, 73, T3, ...} In Equation 8.24 to obtaln the time
constant directly. This equation is repeated here:
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Figure 10.3. LCSR Transient from a Laboratory Test
of a Sheathed Thermocouple.
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renl-ln(1-2)-l(1-2)...] (10.23)
LE1 Ty

10.6 Two Dimensional Heat Transfer

The approach used above can be followed to analyze the thermocauple heat transfer
based on a two dimensional model.® The reader may consult Referance 8 for a derivation of
the two dimensional equation. The key results of the two dimensional analysis is that, unlike the
one dimensional case, the step response resutts hava zeros in the transfer function as well as
poles. That is, the poles identified by the LCSR test are not all that is needed to construct the
plunge test results. However, experience with typical thermocouples In typical installations has
shown that the errors due to a minor departure from one dimensional assumplions are often not

significant.
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11. EFFECT OF PROCESS CONDITIONS ON RESPONSE TIME

This chapler presents a method that can be used to measure the response timse of a
tharmocouple in a convenlent medium in a laboratory and use the information to estimate the
response time in another medium or in a different tast condition. This method was criginally
developed for selection of thermocouples to measure the temperature of liquid sodium in certain
class of nuclear p-nowar reactors. In this application, it was crucial to know in advance that the
selected thermocouples to be installed in the reactor will have a good chance of meeting the
response time requirements when the reactor begins operation. The method has also been used
by sensor manufacturers in qualification testing of protatype sensors that are designed to satisfy
specific response time requirements. The method is not a replacement for the Loop Current
Step Response test. Rather, it is a tool for obtaining a rough estimate for the response time that
can be expected from a thermocouple when H Is installed in a process under known operating

conditions and Installation detalls.

11.1 Technical Background

The response time of a thermocouple consists of an internal component and a surface
component. The intemal component depends pradominantly on the thermal conductivity (£} of
materials inside the thermacouple while the surface component depends on the film heat transter
coefficient (#). The intemal component is independent of the process conditions excapt for the
affect of temperature on material properties inside the thermocouple. The surface component
is predominantly dependent on the process conditions such as flow rate, temperaturs, and to
a lesser extent, the process pressure. These parameters affact the film heat transfer coeHicient

which increases as the procoss parameters such as flow rate and temperature are increased.
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Figure 11.1 llustrates how the response time of a thermocouple may decrease as .is increased.

In this lllustration, the effect of temperature on material properties inside the sensor is neglected.

Another factor that should be considered in the study of process effects on response time
is the ratlo of intemal heat transfer resistance to the surface heat transfer resistance. This ratio

ig called the Biot Modulus (N}, which is given by:

N = internal heat transfer resistance - hr,
Bi surface heat transfer resistance k

If the Biot Modulus Is large, then the response time may change very little as 4 is
increased, but if Biot Modulus is small, the response time will be very sensitive fo changes in A
aspecially in poor heat transfer media where A is small. Figure 11.2 shows the response time
of two sensors in room temperature water as a function of flow rate. One of the sensors was
tested inside a thermowell and the other one was tested without a thermowell. # is apparent that
the response time versus flow rate does not improve as much for the sensor with the thermowell.
This is because the internal resistance of the sensor-thermowell combination dominates its
surface resistance, while the intemal and surface resistances of the sensor without the

thermowell are closer fo one anocther.

112 Response Time Versus Heat Transfer Coefficlent

As shown in Figure 11.1, the response time of a thermocouple decreases as the heat

transfer coefficiont is increased. 1n order to derive the cormrelation between the heat transfer
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coefficient and response time, we recall Chapter 8 where we showed that the time constant (7)

of a thermocouple may be written as:
r = € (11.1)

In this equation m and ¢ are the mass and specific heat capacity of the sensing portion, and U
and A are the overall heat transfer coefficient and the affected surface area of the thermocouple.
Note that we used the overall heat transfer coefficient, U/, as opposed to the film heat iransfer
coefficiant, &, which was used in Chapter 8. The overall heat transfer coefficient accounts for the

heat transfer resistance both Inside the sensor and at the sensor surface. More specifically, we

can write:
1 1
Ud = — = — (11.2)
R, R,+R_

where :

R, = total heat transfer resistance

R, = intermal heat transfer resistance

Ry = surface heat transfer resistance.

For a homogeneous cylindrical sheath, the internal and surface heat transfer resistances

may be written as follows for a single-section umped model®:

_ In (r,/rv,)

(11.3)
bz 2akL
1
R, = .
wf  xhlr (114)
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whora :
r, = outside radius of thermocouple
r = radius at which the junciion is located
k = thermal conductivity of sensor material
L = effective heat transfer length
h = film heat transfer coefficiont,

Substituting Equation 11.3 and 11.4 In Equation 11.1 and 11.2 ylelds :

. In{r,/r,) 1
=M. o ! ' (11.5)
7 e I kL 2thr,]
Since m = p wr,’L we can wiite :
pcr, k
T = Zka l]n (rolr‘) + E] (11.5)

where p is the density of the material in the sensor. Note that the second term in Equation 11.8

is reciprocal of the Biot Modulus (N, = hr k).

Writing Equation 11.6 in terms of two constants C, and C,, we will obtain :

r=C +C/h (11.7)
where :
pcrz
C = 2; In (r/r) (11.8)
c, =20 (11.9)
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Equation 11.7 can be used to estimate the responsa time of a thermocouple after it is
installed in a process based on response measurements made In a laboratory. The procedure
is to make laboratory response time measurements in at least two different heat fransfer media
(with differant values of &) and identify C, and C, . Once C, and C, are identified, Equation 11.7
can be used to estimate the response time of the thermocouple in process media for which the
value of & can be estimated based on the type of media and its temperature, pressure, and flow
conditions. A useful application of Equation 11.17 is in estimating the response time of a
thermocouple at a given process flow rate based on response time measurements in a

laboratary flow loap. This application Is described below.

11.3 Response Tima Versus Flow Correlation
A comelation for response time versus fluid flow rate is derived here by determining the

relationship between the heat transfer coefficient {1) in Equation 11.7 and fluid flow rate ().

The heat transfer cosfficient is obtained using general heat transfer corelations involving
the Reynolds number, Prandtl number, and Nusselt number which have the following

relationship:
Nu = f(Re, Pr) {11.10)

in this equation, Nu = AD/K is the Nusselt number, Re = Dup/u is the Reynolds number, and
Pr = Cp/K is the Prandtl number. Thess heat transfer numbers are all dimensionless and their

parameters are defined as follows :

112



AEDC-TR-91-28

fiim heat transfer coefficient

sensor diametsr

thermal conductivity of process fluld
avarage velocity of process fluid
density of process fluid

viscosity of process fiuid

specific heat capacity of process fluld

AT ™ R XU

For the correlation of Equation 11.10, several options are avallable in the Iiterature for flow
past a signal cylinder. Ona of the comman comelations is that of Rohsenow & Choi'®, and the

other is from Perkins & Leppert®”. The Rohsenow & Chol correlation is :

Nu =026 Re® Pr®  for 1,000 < Re < 50,000 (11.11)
and the Perking & Leppert correlation is :

Nu =026 Re™ Pr'® for 40 < Re < 10° (11.13)

The second correlation covers a wider range of Reynolds numbers and is probably more suited
for air, while the first correlation is more suited for water. Substituting Equation 11.11 or 11.12
in Equation 11,10 will vield :

ko= Ciu® or h = Chts (11.13)

where C; and C; are constants and u is the fluid flow rate. Substituting the relations given by

11.13 in Equation 11.7, we will obtain the correlation between the response time and fluid flow

rate:

7=C, +Cue (11.14)

or
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r=C +C,u% =C Lo (11.15)
e
Either one of the above two equations may be used 1o estimate the response time of a
thermocouple as a function of fiow rate. In this project, we have used equation 11.14 in the
response versus flow experiments describad later in thia report. Others have used Equation
11.15 for diagnosis of very low liquid and gas flows using a thermocouple as a flow sensor. This
is important because most flow sengors are not sensitive enough at very low liquid or gas flow
rates while tharmocouﬁla responsa times are very sensitive at low flow rates and can therefare
be used to detact very small changes at low flows. Figure 11.3 shows experimental resuls for
detecting small changes at low flows using a differentlal pressure sensor for flow Indication and

a thermocouple™.

With either of the two Equations 11.14 or 11.15, one can make measurements at two or
more flow rates in water or other convenient media in a laboratory and Identify the two constants
of the response versus fiow correlation for the thermocouple in hand. Once these constants are
identified, they can be used to estimate the response time of the thermocouple in other media

for which the flow rate (u} is known.

11.4 General EHects of Temperature on Response Time

Unlike flow, the effect of temperature on responsa time of a thermocouple can not be
estimated with great confidence. This is because temperature can either increase or decrease
the response time of a thermocouple. Temperature affects both the internal and the surface

components of the respanse time. Its effect on the surface component |s similar to that of the
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flow. That is, as temperature is increased, the fllm heat transfer coefficient {r) generally
increases and causes the surface component of response time to decrease. Howaver, the effect
of temperature on the intemal component of response time Is more subtle. High temperatures
can cause the intemal component of response time 1o either increase or decrease depending
on how temperature may affect the properties and the geometry of the material inside the
thermocouple. Due to differences in the thermal coefficient of expansion of materials inside the
thermocouple and the sheath, the Insulation material inside the thermacouple may become either
more or less compact at higher temperatures. Consequently, the thermal conductivity of the
thermocouple material and therefore the Intemnal response time can either increase or decrease.
Furthermore, voids such as gaps and cracks in the thermocouple construction material can either
expand or contract at high temperatures and cause the internal response time to gither increase
or decrease depending on the size, the orientation, and the location of the void. At high
temperatures, the sheath sametimes expands $a much that an air gap s created at the intérface
betwsen the sheath and the insulation material inside the thermocouple. In this case, the

response time can increase significantly with temperature.

In expariments conducted by Carroll and Shepard® In a Sodium loop at the Oak Ridge
National Laboratory (ORNL), more than a dozen insulated junction type K sheathed
thermocouples with Magnesium Oxide (MgO) insulation were tested for the effact of temperature
on response time. All these thermocouples were found to have a larger response time at higher
temperatures. Figure 11.4 shows two examples of the ORNL results. The thermocouples in the

ORNL experiments were all 0.16 cm in outside diameter and were tested in flowing Sodium
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at approximately 0.6 cm per second. It was further determined by ORNL that the effect of
temperature on response time of different thermocouplss Is different. 1t was confirmed that the
effect of temperature on an identical group of thermocouples is different from one thermocouple
to another. Therefore a general response time versus temperature relationship could not be

determined for thermocouples tested by ORNL.

The above discussions demonstrate that the only way 1o obtain the actual response time
of a thermocouple under process operating temperature conditions is to use the Loop Cument
Step Response (LCSR) method. However, when it is impossible or impractical to perform a
LCSR test, and a rough estimate of response time suffices, the information which we have

presented in this chapter can be used in lieu of an in-situ test.

11.5 Effect of Tomperature on Heat Transfer Coefficient

In this sectlon, we will show how to account for the effect of temperature on the surface
compaonent of respanse time. Neglecting the effect of temperature on the intarnal component
of responsa time, the term C, in Equation 11.14 will be unchanged. Therefore, we only need to

account for the effect of tamperature on the second term of Equation 11.4.

For a given refarence flow rats, it can be shown that the second term of Equation 11.4

is affected by temperature as follows® :

(T - cs(rl)% 11161
2
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Therefore, if we know tha value of constant C, at room temperature (approximately 21°C or
70°F), we can find its value at temperature (T3) if A{(70°F)/h(T)) is known. Based on Equation
11.11 (Rohsenow & Choi carrelation), we can write :

h(10°F)

AT (43612)K(T ) (T p (TY™C, (T)* (11.17)

From the Perking and Leppert comrelation:

h(70° p S0 (-1
(TP = (360K DY HI2C,(D (1118

A plot of Equations 11.17 and 11.18 for water |s shown in Figure 11.5.

The data in Figure 11.5 are for a pressure of approximately 140 bars (= 2000 psi).
However, since the properties of water are not strongly dependent on pressure, the data should
hold for pressures of up to about + 30% of 140 bars. Note that there is a large difterence
betwean the two curves in Figure 11.5 arising from the use of two different heat transter

correlations.
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12. LCSR VALIDATION

A major portion of the rasearch conducted in this project was concentrated on
experimental validation of the Loop Current Step Reaponse (LCSR) method for in-situ response
time testing of thermocouples of the types and sizes of interest to the Air Force. The key results
of the validation work are summarized in this chapter and the details are presented in Volume II
under a separate cover. A listing of the representative thermocouples that were included in the

validation work and their pertinent characteristics are given at the end of this chapter.

The validation work described here was essentlal fo establish the LCSR testability of
thermocouples and dstermine the accuracy of the response time results obtained by the LGSR
method. Moare specifically, the following questions had to be addressed for types J, K, E, and
T the_rmooo;lples with wire or sheath outside diameters ranging from approximately 0.1 to 6

millimeters:

1. The optimum heating times and the current levels needed to generate
suitable LCSR signals.

2, The characteristics (e.g., gain and frequency responss) of amplifiers and
filtera to be used In LCSR testing.

a The optimum sampling rates and the total sampling times that should be
used in digitizing the LCSR signals for computer analysls.

4, The best mathematical fitting algorithms and computer fitting methods to
be programmed into a microprocessor for automatic analysis of LCSR
data.

5. The effect of long extension wires and thermocouple connectors on LCSR
signals.
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8. The accuracy of the response time results obtained from LCSR testing of
thermocouples in liquid and gasecus process medla.

7. The minimum current lavels that can be used to perform a LCSR test on
a thermocoupla.

The last question was addressed in light of a specific concemn expressed by the Air Force
for testing of those thermocouples that can not be given high electrical currents for the fear that
they could cause an explosion and for other process installation concems. To accommodate
thase concems, the test equipment that has been developed in this project Is equipment with
a programmable power supply that can be programmed to automatically limit the amount of
electrical currents that are used in the LCSR lests. This is discussed in more detail in

Volume III.

Based on the results of the validation research conducted in this project, it has been
concluded that the thermocouples of interest to the Air Force are in-situ testable by the LCSR
method and the average accuracy of the test resuits is about 20 percent. This exceeds the Air
Force requirement for the accuracy of the response time results. The Air Force has specified
that In-situ respanse time results that are within a factor of two of the true response times of
Installed thermocouples are acceptable. It has been determined that when lang extension wires
and multiple connectors are not invelved, accuracies of as good as 10 percent can be expected
in LCSR results when optimum test currents, heating times, sampling rates, and sampling times

are used and the data is properly analyzed.
The equipment, procedures and training instructions that have been developed in this

project are Intended to provide all that Is needed to conduct an accurate LCSR test and obtain

correct response time results for common thermocouple typas and sizes as Installed in liquid and
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gaseous process media. The project did not specifically address the response time testing of
thenmocouples that are embedded in sollds or attached to solid surfaces. However, much of the
research and equipment development work completed in this project is useful in developing a
capability for response fime testing of thermocouples used in media other than liquids and

gases.

12.1 Validation Results In Laboratory Condltlons

The validation of tha LCSR method Involves a plunge test followed by a LCSR test
performed under the same test conditions on each thermocouple. The LCSR data is analyzed
and the response time results for the thermocouple |s compared with that of the comesponding
plunge test to establish the validity and the accuracy of the LCSR mathod. For resistance
temperature detectors (RTDs), the sensor Is said to be testable by the LCSR method if the
diffarence between Its plunge test and LCSR test results is generally less than 10 percent(™,
For thermocouples, however, a difference of 20 to 30 percent is usually used as the threshold
for expressing LCSR lestability depending on the thermocouple, the test conditions, the length
of extension wires, the numﬁar of connectors in the circult, and the maximum current levels that

can be used to perform the LCSR test.

Table 12.1 presents typical validation results for representative thermocouples tested in
the laboratory in room temperature water flowing at 1 meter per second (m/s). The reasonable
agreement betwsen the plunge and the LCSR test results shown in Table 12.1 indicates that
these thermocouples are in-situ testable by the LCSR methed. The same type resutts are listed
in Table 12.2 from lesting of thermocouples in room temperature air flowing at 14 m/s. Again,
the agreement between the results of the two tests are reasonable in most cases, indicating that

the LCSR method is valid for these thermocouples as installed in flowing alr.
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TABLE 121
LCSR Validation Results in Water

Tag Outside Tim
Number - Diameter_{mm) Plunge LCSRHR
TYPEE
44 6 1.8 1.6
27 5 1.8 1.8
29 3 1.4 1.3
43 2 0.3 04
IYPE J
48 <] 1.8 15
36 5 14 1.1
38 3 1.8 1.4
40 2 D.4 0.4
TYPEK
4 6 2.7 2.7
7 5 2.7 24
8 3 0.7 0.6
13 2 0.3 0.2

Above results are from plunge and LCSR lests in room temperature
water flowing at 1 meter/second.
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TABLE 12.2
LCSR Validation Results in Air

Tag Outside Tim
Number Diameter (mm) Plunge LCSR
IYPEE
51 Exposed Junction 1.1 0.8
43 2 s 4.5
20 3 106 12.1
27 5 1741 22.3
6 239 326
IYPE J
62 Exposed Junction 1.3 1.2
40 2 3.2 a.e
38 3 8.9 121
36 5 175 21.3
46 6 24,8 359
IYPE K

22 Exposed Junction 0.5 0.3
13 2 3.7 3.9

8 ] 10.0 13

7 5 174 23.0

4 6 25.2 28.7

Abave results are from plunge and LCSR tests in room temperature
air flowing at 14 meters/second.
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Note that the thermocouple dimensions given In the tables mentioned above and in the
rest of this report are approximate velues that were converted from the English units and

presented here in round numbers.

The results in Table 12.1 and 12.2 are shown graphically in Figure 12.1. This is followed
by Figure 12.2 which shows the step response of a thamocouple from a laboratory plunge test.
The signal on the top of Figure 12.2 Indicates the time when the thermocouple was exposad to
a sudden change in temperature, and the signal on the bottom shows the transient response of
the tharmocouple to the step change in temperature. The combination of the two signals as
shown in Figure 12.2 is refarred to as plunge test data or plunge test translent. The response
time of the thermocouple Is obtained directly from this data by simply measuring the time from
when the step change in temperature is Imposed, to the time when the thermocouple reaches

63.2 percent of its final steady state value.

Typical LCSR transients for testing of themmocouples in water and air are shown in
Figure 12.3. These are inverted and normalized LGSR cooling transients. Al LCSRA transients
shown hereafter in this report are inverted and in mos! cases are normallzed for ease of
comparigson. The detalls of how LCSR tests are conducted and further laboratory validation
results for different thermocouple sizes and test conditians are presented comprehensively in

Volume II.
The laboratory plunge tests conducted in ihis project were based mostly on the methods

prescribed by the American Society for Testing and Materials (ASTM). The ASTM methods for

response time testing of industrial RTDs and thermocouples are outlined in two standards:
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Figure 12.1. LCSR Validation Results in Water and Air.
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Figure 12.2. A Typical Plunge Test Transient.
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1. ASTM Standard EB839-89 enttled, “Standard Test Methods for Sheathed
Thermocouples and Sheathed Thermocouple Material®.

2. ASTM Standard EG644-86 entiled "Standard Methods for Testing Industrial
Resistance Thermometers”,

These Standards are published in the annual book of ASTM standards™“"®, There is no standard
for LCSR tasting of tharmocouples. The only standard that relates 1o the LCSR method is that
of the Instrument Socisty of America (ISA) for RTDs". Referred to as ISA Standard 67.08, this
standard outlines the acceptable methods for response time testing of safety-related sensors in
nuclear power plants. It includes the LCSR method for in-situ response time testing of RTDs as
Installed In nuclear power plants. '

12.2 Validation Results in Wind Tunnels

élnce many aerospace applications involve temperature measurements in high air
velocitles, some LCSR validation tests were performed at flow rates beyond what could be
generated in the laboratory air loop that was constructed for this project. Thus, the high flow
tests were performed in the subsonic and suparsonic wind tunnels at the Mechanical and
Aerospace Engineering Department at the University of Tennessee In Knoxvilie (UT). In the
subsonic tunnel, a system was set up to permit plunge testing, but in the suparsonic tunnel,
plunge tests could not be performed. Therefore, the thermocouples that were selacted for the
supersonic tests were plunge tested in the AMS laboratory and thelr response time results were

extrapolated 1o the supersonic flow conditions using the guidelines given In Chapter 11.

Table 12.3 presents the results of the LCSR validation tests performed in the subsonic
wind tunnel for three air flow rates. The results for 60 and 100 miles per hour velocities are
presented graphically in Figure 12.4. The reasonable agreements between the plunge and the
LCSR results testify to the validity of the LGSR method for testing of these thermocouples.
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Tag
Number

14
15

22

29
40

14
16

40

TABLE 1

LCSR Validation Results In
Subsonic Wind Tunna!

Plunge

= 1

55 m/sec = 123 miles/hr

1.4
0.7
1.7
0.4
8.0
25

1.2
0.4
1.1
0.3
2.2

6.0

—

el

2.0
0.3
1.0
0.4
3.0

6.3
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Figure 12.4. Representalive Results of LCSR Validation

Tests in Subsanic Wind Tunnel.
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The results from the tests in the supersonic tunne! are given in Table 12.4. These resulls
are from the LCSR tests in the supersonic tunnel at Mach 2. The reasonable agreaement between
the plunge and LCSR results shown in Table 12.4 indicates that the LCSR method is valid for
these thermocouples at supersonic flow conditions. Typical LCSR translents for two of the

thermocouples tested in the supersonic wind tunnel are given in Figure 12.5.

12.3 LCSR Software Qualification

In Chapter 10, we covered the theory of the LCSR method and presented the analysis
procedure for obtaining the response time of a thermocouple uging the LCSR data. The analysis
is needed because the LCSR data is obtained by Internal heating of a thermocouple while the
response time of interest should result from a step change in temperature outside the
thermocouple. Therefore, the LCSR data must be converted by a mathematical fitting procedure
implemented on a computer to transform the LCSR data to an equivalent plunge test transient
and yield the response time of the thermocouple tested. The details of the mathematical

equations and procedures for the transformation of LCSR data were covered in Chapter 10.

Three independent algorithms were developed in this project and tested for computer
analysis of LCSR data for various thermocouples. These developments took advantage of our
sarlier work on LCSR analysis of Resistance Temperature Detectors {RTDs) in nuclear power
plant applications. An analysis technique and a software package called "Time Series Fitting or
TSFIT" that had been developed for RTDs was found to be equally useful for thermocouples.
The results of LCSR analysls with the TSFIT package are shawn In Table 12.5 and compared

with the results of two other techniques implemented in two computer codes called LST-SQ and
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TJABLE 12.4
LCSR Validation Results in Supersonic Wind Tunnel
{Mach 2)
Tag Response Time (sec) @ 14 m/sec  Response Time (sec) @& Mach 2
Number Plunge Plunge* LCSR
18 0.14 0.05 0.05
20 0.18 0.05 0.04
22 048 0.06 0.06
23 0.50 0.06 0.08

* Extrapolated from laboratory measurements.
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Figure 12.5. Typical LCSR Translents from Tests In Supersanic Wind Tunnel.
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BLE 12.5

Results of LCSR Software Qualification

Tag Response Time Hesponss LCSR Test
Number by Plunge (sec) TSFIT LST-80 XTICA9
1m/s
4 27 26 24 21
7 2.7 24 22 3.2
9 0.7 0.6 05 0.5
13 03 0.2 0.2 0.2
27 1.9 20 1.7 1.6
29 1.4 1.2 1.2 1.8
a6 1.4 1.2 1.0 0.7
as 1.9 1.7 2.1 2.3
38 1.8 14 1.8 1.6
40 04 05 0.3 0.3
43 0.3 04 0 0.3
44 19 1.7 21 0.16
48 1.8 1.8 1.6 1.2
Alr @ 14
7 171 27.0 26.0 26.1
7 171 19.7 17.2 26.6
13 03 0.3 0.3 0.2
27 17.1 18.4 16.5 34.2
36 17.5 226 202 62.7
36 17.5 228 205 39.4
36 17.5 18.2 30.0 20.8
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XTCA9. The resulis are given for both plunge tests and LCSR tests in room temperature water
flowing at 1 m/s and In room temperature alr flowing at 14 m/s. The results for the tests in water
are shown graphically in Figure 12.6. Based on these and other similar results produced during
the project, It was determined that the TSFIT is the most suitable approach and it was therefore
selacted for use in the microprocessor-based LCSR test analyzer that has been developed in this

project. The detalls of devalopment of the LCSR analyzer are given in Volume III

124 LCSR Noise Reduction

The LCSR transient for a thermocouple may contain both high frequency and low
frequency noise. For the purpose of this discussion, we define high frequency noise as those
glectrical and other interlerences with frequencies of 10 Hz or higher, and low frequency noise
as the low amplitude fluctuations of less than 10 Hz which often result from temperature

fluctuations In tha process,

The high frequency noise Is removed with a Low-Pass (LP) electronic filter. The LP filter
must ba set at a frequency that is low enocugh to adequately remove the extraneous noise, and
at the same time is high enough to ensure that it will not eliminate any useful portion of the
thermocouple signal. The following equation provides a gulde for where the LP filter should be

sat at.

1
= =___ 12.1
T 2aF or F 2xr ¢ )
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Figure 12.6. LCSR Software Qualification Results.
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where 7 is the expected response time of the thermocouple (in seconds) and F is a its
camrespanding frequency response or comer frequency in Hz. The LP filter should be set at
about 10 to 20 times the frequency response (F) depending on the roll off rate or sharpness of
the LP filter. Figure 12.7 shows two LCSR translents with and without filtering. Note how the
high frequency noise that is apparent on the top transient in Figure 12.7 is not present in the

filtered transient at the bottom.

125 Averaging of LCSR Data

To reduce the effect of low frequency noise, the LCSR test is repeated 10 to 30 times and
the raw data is simply averaged to provide a smocth transiont to facilitate the analysis and yield
accurate results. Figure 12.B shows three LCSR transients as follows: a single transient, an
average of 10 transients, and an average of 20 transients. Nole that averaging can effectively
eliminate the low frequency noise on the LCSR data, and that the average of 1¢ single LCSH
transients is usually adequate, as apparent In the case shown in Figure 12.8. Most of the LCSR

transients that are shown in this report are the average of 10 data sets.

A key point in implementation of an averaging scheme Is the identification of the exact
beginning of the LCSR translent. It is important for the LCSR transients that are averaged to start
at the same time into the data or the averaged transient would be distoried and will give

incorract results.
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Figure 12.7. LCSR Transients With and Without Filtering.
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Figure 12.8. A Single Raw LCSR Transiant (top), Average of 10 Transients
(Middle), and Average of 20 Transients (Bottom).
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12.6 LCSR Paramster Optimization

A number of parameters are involved in performing a LCSH test and analyzing the data.
These paramaters must be set at comrect values to yield accurate LGSR results. The challenge

is that these parameters are often interactive meaning that a change in one afiects one or more

of the others.

The LCSR data for a thermocouple that is expectad to have a response time In the
neighborhood of 0.10 seconds is sampled much faster and for a much shorter length of time
than the data for a thermocouple that is expected to have a 10 second response time. The
optimum values for these two parameters depend on the expected response time of the
thermocouple under the condition that it is tested. Several other parameters are involved In a

LCSR test. A description of these parameters and how to properly select them Is presented

below.

Heating Cusrent. The LCSR test of a thermacouple requires a heating current
of about 0.3 to 3.0 amperes depending on the size (diameter) of the
thermocouple, ihe length of the extension wires, and the process conditions
in which the thermocouple is used. The rule-of-thumb is to start with a small
current and increase it as necessary to obtain a reasonable LCSR transient.
Figure 12.9 shows three raw transients that are labeled as reasonable,
borderline, and not acceptable for accurate respanse time determination.

A number of remedies are available for improving the quality of a LCSR
transient. The first and usually the most effective remedy is to use a higher
heating current if possible. Figure 12.10 shows how the quality of a LCSR is
improved by increasing the heating current while keeping the other test
parametars constant.

There are two problems with using high heating currents. One is safety, and
the other is the possibility of creating large temperature gradients in the
thermocouple extension wires and connectors. A large gradient together with
any inhomogeneity in the themrmocouple circuit can result in EMF transients
that are nat related to the thermocouple junction, but are superimposed on the
LCSR signal.
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Another remedy is 10 use a small heating current but a large amplifier gain 1o
improve the dynamic range of the LCSR transient. The problem with a large
gain s the possibility of introducing high frequency noise on the LCSR signal.
This problem can be resolved using a low-pass filter as was explained in
Saction 12.4. above. Thers is always a trade off between the heating cumrent,
the amplifier gain, and the low pass filter setting. Another parameter that Is
highly linked with the heating current Is the heating time as dsscribed below.

+ Heating Time. The amount of LCSR heating In a thermocouple depends not
only on the applied current, but aiso on the heating time. Generally, the
heating time should be long enough to allow the thermocouple junction to
reach steady state. A good rule is to apply the heating current for about 5 to
10 times the expected response time of the thermocouple under the
conditions of the test. Longer heating times do not usually have an adverse
effect on the LCSR data except when there is an inhomogeneity in the
thermocouple circuit. 1n this case, a long heating time can produce large
temperature gradients that can adversely affect the LCSR transient when the
cumrent is cut off. More specifically, the effect can manifast ltself in terms of
an upward or downward drift on the steady state portion of the LCSR
transient.

in the experiments that were conducted in this project, heating times of 5 to
15 seconds were used. A series of experiments were performed specifically
to address the effect of heating currenis and heating times on the LCSR
results. Key results of these experiments are summarized graphically in
Figura 12.11 for 5 and 15 second heating times. These results are from LCSR
testing of thermocouples in room temperature water flowing at 0.6 m/s. They
are shown for three current levels: low current, medium current, and high
current. The current levels were 0.25, 0.5, and 1.0 amperes for thermocouplas
with 23, 24, and 30 gage wires, and 0.75, 1.0, and 1.5 amperes for
thermocouples with 18 and 20 gage wires. The data in Figure 12.11 are given
In terms of percent differance between the LCSR results and the
corresponding plunge test results.

+  Amplifier Gain. in LCSR testing of thermocouples, it is usually desirable to
have signal amplitudes of near 10 volts even though signal amplitudes as low
as 1 volt are often acceptable. In the laboratory LCSR tests that were
conducted in this project, depending on the thermocouple being tested and
the test conditions, the required emplifier gains wers 20,000 to 500,000 for a
10 volt signal. The lower gains were used for the small diameter
thermocouples, and the higher gains were used for large diameter
thermocouples. For the tests in air, smaller gains were usually adequate, but
for the tests in water, larger gains were generally required. This is because
in the air 1ests, due to poor heat transfer, thermocouples heat up more for the
same amount of current than they do in water.

. Fliter ing. The LCSR test equipment for thermocouples often
require a low-pass (LP) fitter. The LP filter is required to remova the high
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frequency noise which is often present on the LCSR signals due to high
amplifier gains that are usually necessary for the LCSR tests. Furthermore,
thermocouples are inherently susceptible to slectrical noise pick up which
contaminate the LCSR data and interfere with a successful analysis. The high
frequency noise should be removed using a low-pass filtar that is property set
for the application in hand. The filter setling depends on the amplitude and
frequency of the interfering noise. In the laboratory tests that were conducted
in this project, LP filter setting of 10 to 30 Hz were often used depending on
the size of the thermocoupls, the heating current, and the test conditions.

Sampling Rate. A 12-bit analog-to-digital converter {also referred to as A to
D, ADC, or A/D) was used in all the LCSR tests that were conducted in this
project and in the test equipment that was developed. The A/D was adjusted
for 0 to 10 volt range for the LCSR signals. Depending on the expacted
response time of the tharmocouple being tested, sampling intervals of 0.005
to 0.1 seconds (10 to 200 Hz) were used. The smaller sampling intervals were
used in testing of the faster thermocouples and the larger sampling rates were
used in testing the slower thermocouples. Although It was not atternpted In
the project, the use of a 16-bit A/D could have helped reduce the high
amplifier gains that are required for LCSR testing of thermocouples.

Tolal Number of Samples. The total number of points that are sampled in
a LCSR test depends on the sampling rate and the time that it takes for the
LCSR transient to reach steady state. The product of the sampling rate and
the total number of points sampled should exceed the time that it takes for the
LCSR signal to reach steady state. This time Is referred to as sampling time
which ranges from a few seconds to several tens of seconds, depending on
the size of the thermocouple being tested and the test conditions. The tests
in air generally required longer sampling time and/ar large sampling rates than
the tests in liquids.

Number of LCSR Transients to Average. The high fraquency neise and low
frequency fluctuations that usually exist on the LCSR signal must be removed

or minimized to yield accurate response time results. The high frequency
noise is removed by a low-pass filter, and the low frequency fluctuaticns are
minimized by averaging a group of Identical tests on the same thermocouple.
Since the low frequency fluctuations usually originate from the process due to
random temperature fluctuations, an ensemble averaging can reduce the
fluctuations without affecting the dynamic characteristics of the data,

The number of single LCSR transients that are averaged together depends on
ihe amount of fluctuations on the data. In the experimenis that were
conducted in this project, 10 LCSR transients were found to be adequate in
most cases even though 20 frangients were sometimes used. In field tests,
it may be necessary to repeat the LCSR test as many as 30 times and average
the single transients to obtain a smooth data set for optimum analysls. The
test equipment that was developed in this project can readily be programmed
to repeat the tests automatically for the number repeats specified by the user.
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12.7 LCSR Difficulties

Both AMS and the Oak Ridge Nallonal Laboratory (ORNL)?®, who have worked
extensively on LCSA testing of thermocouples, have had a comman difficulty arlsing for inherent
inhamogeneities that are sometimes present in thermocouple circuits. The inhomogensities can

exist in the extension wires, connectors, or even inside the thermocouple itself,

Shepard and Carroll®® noted that each LCSR transient for a thermocouple Is the resultant
of three separate transients illustrated in Figure 12.12. In this figure, trace 1 illustrates the
cooling transient of the thermocouple junction which we wish to measure. Trace 2 illustrates a
transient due 1o an inhomogeneity in the ¢ircuit, and trace 3 Is from the magnetic effact that may
be present at the LCSR output of a type K thermocouple. In Figure 12.12, traces 2 and 3 are
exaggerated to make the point more clear. In actuality, these traces are not nearly as large in

amplitude as they are shown.

In testing of a type K thermocouple in stagnant and stired water, ORNL cbtalned two
widely different LCSR transiants as illustrated in Figure 12.13. This probably occurred due to an
inhomogeneity in the thermocouple circuit producing a transient that competes with the LCSR
transient. When the waler is stagnant, the LCER transient dominates becauss it is apparently
much slower and larger In amplitude than the interfering transient. When the water is stirred, the
interfering transient dominates because the junction transient is faster and decays much quicker
than that of the interfering transient. An investigation into these types of effects revealed, in one
instance, that the inserts in the connectors of a thermocouple were manufactured with a wrong

alloy.

Similar results have besn observed by AMS as illustrated in Figure 12.14 and 12.15. In

pach of these two figures, the resultant transient is ilustrated on the top and its potential
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Figure 12.12. Illustration of Potential Components of a LCSR Test Transient .
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Figure 12.13. lllustration of Unusual LCSR Transients for a Thermocouple
in Stagnant and Stired Water.
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Figure 12.14. lliustration of Possible LCSR Transients for Thermocouple
Clrcuits With Gross inhomogeneitias.
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Figura 12,15, Hustration of Possible LCSR Transients for Thermocouple

Circuits With Gross Inhomogeneities.
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components are shown on the bottom. Two actual LCSR transients showing the two most
commonly observed inhomogeneity effects are presented in Figure 12.16. Thesa data are from

LCSR testing of thermocouples In laboratory conditions.

12.8 LCSR Test for Detection of Thermocouple iInhomogeneities

There is a positive aspect 1o the LCSR difficulties discussed above. That is, the ability
of the LCSR test as a method for diagnosls of gross inhomogeneities in thermocouple circuits.
In an experiment coqducted in the early 1980's at the Argonne National Laboratory in Chicago,
the author and others were involved In LCSR testing of a group of thermocouples thal were
being prepared for installation into a nuclear radiation experiment. The unusual LCSRA transients
that were initially observed in these thermacouples provided a clue that there was a problem in
the thermocouple circults. Further investigations revealed that the thermocouples were
Inadvertently reversed in their connectors during installation. The problem was corrected and
the thermocouples were LCSR tested successtully. Figure 1é.17 shows two LCSR transients
for a thermocouple that was first Installed in its connector correctly and then reversed to show

how the LCSR can reveal the problem.

128 Effect of Extension Wire and Connectors

Long extension wires and connectors sometimes present problems in LCSR testing of
installed thermocouples. The problem is often exasperated by inhomogeneities In the extension
wires or in the connectors where the extension wires are attached to the thermocouple wires.
The. effect of connectors on LCSR signals were covered in Phase I as documented in our

Phase I report”.
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Figure 12.17. LCSR Transients for a Normal and a Reversed Installation
of a Thermocouple into its Connector.

155



AEDC-TR-91-28

The effect of extension wires on the results of the LCSR tests and other difficulties that
may be encountared in LCSR testing of thermocouples are discussed in detail in Volume II.
Also shown in Volume II are experimental results with different types and lengths of
thermocouple extension wires. An example of such results Is shown In Figure 12.18 for a group
of thermacouples tested in water. These cata represent the percent differsnces between the
reaults of LCSA and plunge tests performed under the same conditions with three different
lengths of thermocouple extension wires. Note that there is not a good correlation between the
LCSR error (present difference between the results of plunge and LCSR tests) and the length of
the extension wiras. That Is, the accuracy of the LCSR test results Is not always adversely

affected by increasing the length of the extension wires.

12.10 Harmful Effects of LCSR Test

LCSH method is generally a safe test if it is performed properly and with adequate care.
However, there is some potential for harmiul effects to the thermocouple circuits and electrical
hazard for the test personnel. These should be taken into account and guarded against in the
LCSR process. In the three years that this project was actively pursued at AMS, there was no
incident during the LCSR experiments even though many engineers and technicians worked on

this project.

Volume II presents the results of experiments performed to assess the potential for
damage to the extension wires or the insulation of the wires from LCSR testing. The dala from
these experimenis have revealed that the LCSR test does not normally jeopardize the health and
integrity of the wires as long as the LCSR cumrent levels and heating times are maintained at a

reasonable level.
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it is important for the users of the LCSR method to be aware of the heating that is
produced in the thermocouple circults during the LCSR test. It is also Important to point out that
the LCSA test sometimes involves potentially harmful electrical currents that must not come into
contact with the test personnel when the thermocouple is under test. The equipment and
procedures that were developed in this project have been designed with safety in mind. The
safely features of the equipment are described In Volume Ill. Two examples of these features
are:
1. An option for the user to program the AC power supply in the equipment for
a limited cunrent output,
2. A safety cover on the cold junction copper blocks in the equipment that tums
the current off when the cover is removed.
12.11 Description of Project Thermocouples
Table 12.6 presents a listing of most of the thermocouples that were Included in the tests
described in this chapter. A tag number was assigned to each thermocouple to fagilitate the
presentation of the research data we produced in the project. Most of these thermocouples and
tha extension wires that were used In the project were purchased from Omega Engineering
Incorporated, located in Stamford, Connecticut, USA. There was no particular reason for the
types, sizes, physical configurations, and the manufacturer of the thermocouples that were
selected for the project other than the fact that these thermocouples comply with the types and

sizes that were specifiad by the Air Force for this project.

12.12 Effect of Heating Time on LCSR Resulls

We mentioned sadler that the LCSR healing time doss not play a major role in the quality

and accuracy of the LCSH test results.  Of course, the heating time must be long encugh to
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AF#Y
AF¥2
AF#3
AF#4
AF#¥5

AF#6
AF#7
AF#8
AF#0
AF#10

AF#11
AF#12
AF#13
AF#14
AF#15

AF#16
AF#17
AF#18
AF#19
AF#20

AF#21
AF#22
AF#23
AF#24
AF#25

AF#26
AF#27
AF#28
AF#29
AF#30

JABLE 12.6

Listing of Thermocouples Used In the Project

Type
K Quick-Disconnect
K Quick-Disconnect
K Quick GND-JNC
K Quick-Disconnect
K Quick-Disconnect

K Quick-Disconnect
K Quick-Disconnect
K Trans 36

" K Quick-Disconnect

K Quick-Disconnect

K Quick-Disconnect
K Trans 40" Bent

K Quick-Disconnect
K Quick-Disconnect
K Quick-Disconnect

K Quick-Disconnect
K Quick-Disconnect
K Q-minl EXP-INC
K No CON EXP-JNC
K Q-mini EXP-JNG

K Q-minl GNO-JNG
K G-minl EXP-JNC
K Q-mini EXP-JNC
K Q-minl GND-JNC
K Q-mini GND-JNC

E Trans 40"
E Quick-Disconnect
E Quick-Diaconnect
E Quick-Disconnect
E Teans 51°

Gage ODO.{in) LoopH

88B BWRBYSY

BEN8

1/4
1/4
1/4
1/4
1/4

3/16
e
316
1/8
1/8

i/8
19
118
Flex
Flex

Flex

0.053
0.053
0.052

0.053
0.16
0.16

0.052

0.052

3ne
3716
3ns
178
18

0.61
053
0.45
Q.65

0.60
0.86
2.2t
148
.67

1.58
3.55
5.11
1.72

12
4863
1134

1114

11.8
10.9
14
13

287
0.79
0.77
1.57
4.38
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200K
0 M
a
aM
=»100G

200 K
500 M
1.5 M
10M
15M

1M
n/a
4 M
n/a
n/a

na
nfa
200 K

150 K

200 K
350 K
na
nfa

40M
M
10M
30 M
80 M
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AF#31
AF#32
AF#3R
AF#M
AF#335

AF#38
AF#37
AF#38
AF#39
AF#40

AF3#41
AF#42
AF#43
AF#44
AF#45

AF#48
AF#47
AF#48
AF#48
AF#50

AF#51
AF#52

oD (n LeopR __R

JABLE 12.8 (continued)
Type Gage
E Quick-Disconnect 30 1118
T Trans 40" 20 ans
T Quick GND-INGC 20 s
T Quick-Disconnect 20 318
T Quick-Disconnact 30 118
J Trang 29" 20 316
J Quick-Disconnect 20 316
J Quick-Disconnract 24 18
J Trans 51* 20 1/8
. Quick-Disconnect 30 116
E Dual PH assmb. 14
T Dual PH assmb. 1/4
£ Quick-Disconnact 30 fal:
E Quick-Disconnect 18 1/4
E Quick-Disconnect 30 /16
J Quick-Disconnect 18 1/4
J Quick-Disconnect ao 1/18
J Quick-Disconnect 30 1/18
K Quick-Disconnect 30 il
K Quick-Disconnect 30 1/18
E Quick EXP-JNC 3a 1116
J Quick EXP-JNC 30 16

6.15
1.62
0.47
041
a.av

1.47
1.03
1.28
276
328

0.45
6.8
0.85
7.2

0.8
3.75
4.0
5.8
58

37

300 M
13 M
n/a
5M
104G

106G
65M
&M
oM
12M

10Q

20M
400 K
7G

15M
wnaG
206
20M
20

40M
12M

OD: Outside Diamsler.

IA: Insulation Res/stance.
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allow one thermocouple to reach steady state above the temperature of the surrounding
medium. During this project, we determined that a heating time of between 5 1o 15 seconds is
generally adequats for the thermocouples that were involved in this project (see Table 12.6) and
under the laboratory conditions In which they were tested. Figure 12.19 shows the LCSR errors
for heating times of 5 and 15 seconds. The errors represent the percent diiference between the
thermocouple time constants obtained by the plunge and LCSR tests under the same conditions.
The results in Figure 12.19 indicate the magnitude of errors are generally the same for either 5
or 1;5 seconds of heating meaning that any heating time In the 5 to 15 second range is adequate

for LCSR testing of these thermocouples in water.
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Figure 12,19, Optimum Heating Times for LCSR Testing of Thermocouples.
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13. LCSR TEST INSTRUMENT

A photograph of the LCSR test instrument that was developsed in this project is shown
in Figure 13.1. This instrument can be used to perform both the LCSR test and the assoclated
data analysis. The detalls of how this equipment was developed including lts operations and
maintenance manual, manufacturing procedure, and parts list are given in Volume III. The key

points regarding the development and operation of the instrument are presented in this chapler.

The LCSR test Instrument as shown in Figure 13.1 consists of two separate units. One
is used to perform the LCSR test and generate the raw data, and the other is used to analyze
the data and display the results. The first unit is named ETC-2, and the second unit ls named

ESA-1.

A photograph of ETC-2 Is shown in Figure 13.2. This unit is an upgraded version of
ETC-1 which was used in the Phase I project. A major difference betwoen ETC-1 and ETC-2 is
In the LCSR signal conditioning amplifiers and filters. In ETC-2, the amplifiers and filtters are built
into the unit, while in ETC-1, 1he signal conditioning equipment ware used as separate equipment

outside the unit.

A photograph of ESA-1 is shown in Figure 13.3. Both the front and back panels of the
unit are shown. The ESA-1 was completely designed and assembled at AMS as a major part
of this Phase II effort for AEDC. A block diagram of ESA-1 is presented in Figure 13.4. This unit
is basically a diskless micrml:omputar with an Intel 388, 20 MHz microprocessor module, The

system was designed and developed specifically for LCSR data acquisition and data analysis
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Figure 13.1. Complete LCSR Test Instrument.
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Figure 13.2. LCSR Signal Generator ETC-2.
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FRONT PANEL

BACK PANEL

Figure 13.3. LCSR Test Analyzer ESA-1.
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for tharmocouples. It interacts with the ETC-2 1o perform the LCSR test and analyze the data.
A block diagram of ESA-1 tagether with ETC-2 I provided in Figure 13.5. In this configuration,
the system can perform the LCSR test, sample the data In real time through the A/D, and store
the data In the ESA-1 memory. The system can then analyze the data and display the response
time of the thermocouple tested. A copy of a LCSR transient as displayed on the front panel of
the ESA-1 is shown in Figurs 13.8. The system can provide a hard copy of the data and the

results if it is connected to a printer or a plotter.

A completa LCSR test of a thermocouple including 10 repeats, averaging, and analysis

requires approximaltely 30 minutes.

Although the ESA-1 has been designed speclfically for the LCSR test, it can be easily
adapted for other data acquisition and data analysis purposes. To accomplish this, all that
would be needed is to replace the software cartridge in the unit. Any new controls such as
switches and knobs and new indicators that may be needed for a new application can sasily be
bullt into the software and displayed on the touch screen on the frant panel of the unit. The unit
cdloes not have a keyboard and all communications with the system are through the touch screen.
A front view photograph of the ESA-1/ETC-2 system is shown in Figure 13.7 with a LCSR

transient and the corresponding response time results displayed on the touch screen.

An Important addition to the ESA-1 could be hardware and software for testing of steady
state characteristics of installed thermocouples. This would be useful to assess the steady state
health, reliabilty, and accuracy of installed tharmocouples in addition to measuring their

response time. Further discusslons on this point are previded In Chapter 18.
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Figure 13.6. LCSR Transient as Displayed on the Front Panel of ESA-1.
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Figure 13.7. Front View of LCSR Test Instrument.
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13.1 Description of individual Components of LCSR Test Instrument.
A summary of Important characteristics of the main components of the LCSR test

instrument is present in this section. The detalls are provided in Volume TII.

. Power Supply. The LCSR test can nonmally be parformed using a 110
VAC power source from a regular wall socket. A Varlac can be used to
adjust the voltage as neaded to test different sizes of thermocouples In
different test conditions. This approach was used in development of the
first LCSR test unit that was named ETC-1 and was used during the
Phase I part of this project. In the Phase II project reported herein, we
used a programmabia AC power supply. The new unit has been named
ETC-2. In addition to a programmable power supply, the ETC-2 contains
two instrumentation amplifier and filter units and a faster relay than what
was used in its predecessar, the ETC-1.

The programmable AC power supply is capable of providing AC currents
of up to 1000 Hz as opposed to 60 Hz that was produced by ETC-1. The
advantage of this high frequency AC source is that it will help minimize or
eliminate the Pelier effact far better than a 60 Hz power source. The
power supply can also be programmed to minimize any magnetic effact.
This is accomplished by programming the power supply to ramp the
heating current down and then cut it off at the end of the LCSR heating
cycle. This approach was not attempted in this project because: 1) the
magnetic effect is limied to very fast Chromel/Alumet thermocouples
which were not prevalent in this project, and 2) the magnetic effect Is
probably dominated by the inherent uncertainties of the LCSR test.

The power requirement for LCSR testing of thermocouples depends onthe
type and size of the thermocouple and the conditions in which the
thermocouple is tested. If the thermocouple is operating in a poor heat
transfer madium, then a moderate amount of heating current will suffice,
but If it Is in a good heat transfer medium, it requires a high heating
current. For the purpose of this discussion, a moderate heating current
Is defined as an AC cument level In the neighborhocd of about 0.5
amperes and a high heating current is defined as an AC curment level of
about 1.0 amperes or more.

The resistance of the thermocouple and the associated extenslon wires
can help determine the power requirements for a LCSR test. Generally,
the resistance of a thermocouple loop Including both the thermocouple
and its extension wires has a range of about 3 to 30 ohms. Considering
the LCSR electrical cument requirements of 0.3 to 3 amperes, the
maximum power requirement is about 300 watts. The power supply that
we used in development of the ETC-2 delivers up to 1000 watts.

172



AEDC-TR-91-26

Relay. The relay in the LCSR test instrument must have three important
characteristics.  First, it must be a fast relay to avoid loosing any
substantial portion of the LCSR transient when the relay switches the
thermocouple from the power supply to the signal conditioning equipment.
Secondly, the relay should not chatter and cause spikes at the beginning
of the LCSR test transient. Figure 13.8 shows a LCSR transient that has
splkes and chatters at its beginning.

The third requirement for the relay is its power rating. The relay must be
rated to withstand up to 3 amperes or more of AC current that may be
used in performing a LCSR test. The relay that has been used in ETC-2
has the required characteristics and is rated for several hundred thousand
switching operations. No problems have been observed with spikes or
rolay chatiers at the beginning of the LCSR transiemts that has been
generated with the ETC-2 since it was assembled for this Phase II project.

Signal Conditioning Equipment. The LCSR transient for typical
thermocouples have amplitudes of less than one millivolt. Therefore, very
high amplifier gains are often needed to increase the amplitude of the
LCSR signals to a level within 1 to 10 volis which Is usually needed to
obtain accurate response time results. In the LCSR test equipment that
was developed in this project, two stages of amplification had to be used.
The detalls are given in Volume III. Typical amplifier gains that were
required for laboratory testing of representative thermocouples ranged
from 20,000 to 500,000 depending on the size of the thermocouple, the
length of extension wires, and the test conditions. The consequence of
using such high gains is high frequency noise that appears on the LCSR
signal. To minimize the noise, Low-Pass filters must be used. In ETC-2,
we have used combined amplifierfilter units instead of separate amplifiers
and filters. This is advantageous in terms of cost, space, and weight
reduction.

Analog to Digital Converter (A/D). A twelve bit, 0 to 10 volts A/D is used
in the ESA-1 1o digitize (sample) the LCSR transient and bring them into
the system for analysls. Only two channels of the A/D are used for the
LCSR test even though the A/D has 16 input channels. One channel is
used to send out a trigger signal to activate the relays in the ETC-2 and
initiate the LCSR test, and the other channel is used to bring in the LCSR
translent. In the tests that were performed during the development of the
equipment, sampling timas of 2 to 50 miliseconds were used and 1500
to 3000 data points were sampled depending on the time required for
sach LCSR transiant to reach steady state.

The A/D inslde the ESA-1 should be calibrated perlodically as described
In Yolume L. This is the only component of the LCSR test instrument
that requires periodic calibration. Although other components of the
instrument such as the power supply can drift and would normally need
calibration, this is not necessary for the LCSR application. The drift of the
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Figure 13.8. LCSR Transient with Switch Chatters and
Spikes at the Beginning.
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power supply will not affect the accuracy of the LCSR test results. The
fittars and amplifiers in the ETC-2 may also drift. Again, the drift of these
components can not have a significant effect on the accuracy of the LCSR
results. What Is often important is the dynamic linearity of the amplifiers
and filters. These modules must be linear to provide accurate LCSR
transients. If there is any doubt that the modules can become nonlinear,
It is important to institute a procedure to check for linearity on a periodic
basis.

. All the software packages that have been Installed in the
LCSR test instrument developed were written and tested on IBM-PCs.
Following the development of the software packages, a microprocessor
system was developed based on the IBM-PC platform. The
microprocessor was designed to aulomatically perform a LCSR test,
analyze the data, and display the response time of the thermocouple
tested. Instead of a keyboard, the ESA-1 Is designed with a touch-screen
by which the user can communicate with the system. The touch-screen
provides versatility and allows modifications o ba made with ease. There
are no controls on the front panel of the ESA-1. All the controls have been
built into the software and are available on the touch screen. Hard coples
of the test data and the results can be obtained by connecting a printer
to the system. The ESA-1 is also designed with a builtin modem to allow
the user to communicate with a remote computer at AMS or another
location for training, troubleshooting, or technical assistance. The remote
computer can assume control of the ESA-1 via the modem. All software
packages used in the ESA-1 are bumed onto a computer cartridge that
can be updated to reflect new additions to the software or the system. In
addition to providing complete LCSR capability, the ESA-1 can be used
as a general purpose data acquisition and dala analysis system.

Software. The ESA-1 contains the following software packages o perform
the LCSR test, analyze the data, and display the results. These software
packages were developed predominantly by AMS during this project.
Some of the routines for these software packages were already available
at AMS from developments for response time testing of RTDs.

1. Software to interact with the ETC-2 and perform the LCSH test.

2. LCSR sampling program that asks the user to specify the sampling
time, total number of samples, and the number of LCSR repeats for
averaging.

3 LCSR averaging program to average the LCSR data as necessary
to minimize the noise on the data and provide a smooth LCSR
transient for optimum analysis.

4, LCSR analysis software written to process the data and present the
response time of the thermocouple tested. This software fits the
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LCSR data fo an appropdate mathematical function, identifies the
modal time constants of the thermocouple, combines the madal
time constants, applies the higher mode correction, and calculates
the overall response time of the thermocouple under the condltions
tested.

5. Software to plot the LCSR data and display the results.

A listing of the major components of the LCSR test instrument is given in Table 13.1. This
is followed by a listing of the default sampling and analysis parameters in the ESA-1
microprocessor (Table 13.2). The default parameters can readily be changed by the user as

needed.

13.2 Instrument Qualification Testing

During the development of the ETC-2 and ESA-1, these units were tesied at every step
of the development to ensuna that the final product wili perform lts function as intended. When
the two units wers completed and integrated into one package, a comprehensive set of tests
were completed with the instrument to identify and resclve any problems and optimize the final
product. Some of the test results are summarized here. The details are presented in Volume

II and Volume III.

Table 13.3 shows equipment qualification test results In water and alr using optimum
LCSR parameters and stable thermocouples. These results are shown graphically In Figure 13.9.
The resutts are from LCSR and plunge tests performed on sach thermocouple under the same

test conditions.
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Major Components ol
LCSR Test Instrument

Component

Programmable Power Supply

Ampfifier/Filter Units

Analog-to-Digital Converter

Computer System
Software

AEDC-TR-91-26

Make

Pacific Power Source
Gould

Data Translation
Various Suppllers

AMS
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TABLE 13.2

Default Values of LCSR Sampling
and Analysis Parameters in ESA-1

LCSA Parameter

Delta T

Number of Samples

A/D Gain

Number ol Dala Sels

First Data File Name
Thermocouple Heating Timse
Power Supply Voltage

Powsr Supply Frequency
Current Limit

Input Gain

Output Gain

Cutoff Frequency

Initial Skip Factor

Vary Skip Factor

Maximum Skip Factor

Initlal Number of Points Skipped
Maximum Number of Polnts Skipped
Seot Initial Delta T Factor

Vary Delta T Factor

Maximum Delta T Factor

Second Mode Multiplier

A/D Channel

A/D Polarity

Zerg Removal (On = 1, Off = Q)
Drift Removal (On = 1, Off = 0}
Spike Removal (On = 1, Off = 0)
Display Removal Switch (On = 1, Off = 0)

.018
1500

10
c:tct0001.dat
10

1000

o
o

[ J T S S B, T R R e e A e e e e e
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TABLE 13,3

Instrument Qualification Test Results

Number

>BARELLEREUB

—Response Time (sec)
Plunge LCSR
water @ 0.6 m/s
1.40 1.10
2.00 1.99
0.37 0.37
2.10 2.19
1.88 2.39
1.43 1.33
1.90 1.98
0.43 0.43
3.08 283
2.72 2.96
0.76 0.49
0.27 0.29
Ir 4 m/s
3.20 3.63
9.90 9.48
1.28 1.54
3.66 7.03
10.03 14.88
17.13 18.27
1.12 1.10
3.88 3.90
10.55 8.61
17.10 19.45
0.16 0.10
0.14 0.12
0.50 0.56

179

AEDC-TR-91-28



AEDC-TR-91-28

_ manat. oquip, watsr @ 0.6 mjs DVS0024-028

T £ Typad Teek

w
B |

Time Constant (sec)

L

20 #ZT #43 #44 MG #26 P30 4D H #T #9 HD
Tag Number

(] Plunge I LCSA

manul, aquip. alr @ 14 mia DVSDO4A-D2B
-

Time Constant {sec)

M
12
o

L I ] L] "y ”n [y [ ] fa [ ] e ”

Tag Number

Figura 13.9. Equipment Qualification Test Results.
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The reasonable agreements between the plunge and the LCSR test results shown in
Table 13.3 and Figure 13.9 indicate that the LCSR test instrument in its final configuration

operates proparly.

13.3 Repeatability of LCSR Test Results
The repeatability of the thermocouple responsa lime test results obtained with the LCSR
test instrument developed in this project has been determined by extensive laboratory testing.

The details are given in Volume II. The key results are summarized here.

With all the parameters at their optimurn valuss and maintained constant for each
thenmocouple, LCSR tests were performed three times on a group of thermocouples in air and
another group In water. The results are listed in Table 13.4 and plotted in Figure 13.10. Note
that the comesponding plunge test results are also shown to demonstrate not only the

repeatability, but also the accuracy of the LCSR test instrument.

The results shown above are from consecutive tests performed by the same test engineer
tha same day. Additional repeatability tests were performed on a weekly basis to identify the
one-wesk repeatability of the tests and the instrument. Furthermore, different test engineers were
asked to perform the same tests on the same thermocouples 1o identify the person-to-person
repeatability of the tests, The resulis of these tests have shown that the LCSR test instrument
provides the expected repeatability and acouracy and is thus qualifled for the intended laboratary
and field measurements on typical thermocouples. The average repeatabliity and accuracy of
the LCSR test results have bean about 20 percent with the worst LCSR versus plunge test

differances predominantly contained within a &+ 50 percent band.
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Tag
Number

do~s88858858

Repeatability and Acouracy of the LCSR

TA

13.

Test Instrumant

1.40
2.00
0.37
210
1.98
1.43
1.80
043
3.06
272
0.76
0.27

3.20
9.90
1.28
3.66
10.03
17.13
1.12
3.08
10.55
17.10
0.18
0.14
0.50

R n me )
LCSR ] LCSA 2
Water @ 0.6 m/s
1.1 1.09
1.96 1.99
D.35 0.39
2.07 2.18
220 2,78
1.47 1.29
1.97 2.03
0.44 0.44
2.82 2,77
3.03 2.86
0.50 0.49
0.20 0.30
Alr @ 14 m/s
3.63 354
9.83 9.38
1.82 153
4,06 a.82
14.58 14.06
18.75 16.48
1.01 1.07
4,02 3.96
8.48 9.08
18.18 i8.12
0.12 .10
Q.12 0.12
0.56 0.46

LCSA 3

1.08
2.0
0.36
2.70
2.20

1 95
0.42
2.9
298
0.49
0.27
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Figure 13.10. Results of Repeatability Testing of LCSR Test Instrument.
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14. FACTORS AFFECTING RESPONSE TIME

A number of factors can affact the responsae time of a typical thermocouple. Among
these are process condition effects and thermocouple size in terms of sheath outside diameter
(for sheathed themmocouples) and wire size, junction style, and geometry (for exposed junction

thermocouples). These factors and thelr effects are summarized In this chapter.

14.1 Effect of Process Flow and Temperature
We showed in Chapter 11 that the response time of a thermocouple may be

approximated In terms of fluid flow rate as follows:
r=C, +Cu' (14.1)

where C, and C, are constants and « Is the fluid flow rate. We also showed that, if the effect of
temperature on intemal bomponent of response time is neglected, then the response time as a

function of temperature at a refarence flow rate can be written as:

A(T) o

(14.2)
h(T,)

(T,) = C, + C(T})

Equations 14.1 and 14.2 were tested In a series of experiments conducted during this
project. The results are discussed below. Note that in these discussions, the terms fiow rate,
fiow, velocity, and flow velocity are used interchangeably to refer to the speed of fluid flow in

terms of meters per secand (m/s}.
Figure 14.1 shows the response times of a group of thermocouples as a function of flow

rate in water and In alr, both at room temperature. Several points are clear from the data shown
in Figure 14,1. These points are as follows (for a constant reference temperature):
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Figure 14.1. Response Versus Flow Data in Air and Water.
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1. At moderate velogities, the response time of Identical thermocouples are
much slower in flowing air than flowing water.

2. Thermocouple response time improves (becomes smaller in value) as the
flow rate is Increased.

3 The comelation between response time and flow rate Is generally very
strong at low flow rates, and not so strong at high flow rates.

4, The responsa time of a thermocouple Is a function of its outside diameter
(O.D.) at the sensing tip, but at very high flow rates, the 0.D. is not as
important as It is at low flow rates,

The last point has an important bearing In Industrial applications where both response
time and ruggedness are important. Sometimes, small size thermocouples are selected to
achieve a fast response time, and the selection process is often based on response time data
from laboratory measurements at low flows. In these siluations, it should be noted that at high
flow rates or good heat transfer media, the thermocoupie size has much less to do with response
time than it does at laboratary conditions. Tharelore, it is not always necessary to sacrifice

ruggedness and durabillity for speed of response by selecling emall diameter thermocouples.

Figure 14.2 presents the responase time versus flow data plotted on a logarithmic scale
for thermocouples in flowing air. Let us compare the response times of two of the sheathed
thermocouples (3mm and 6mm). At 0.6 m/s, the response times of the two thermocouples are

different by about 100 seconds, while the difference is only about 20 seconds at 5 m/s.

The procedure for developing the curwves In Figure 14.1 was to make measurements

using plunge tesis in room temperature water and room temperature air. The plunge tests ware

performed on each thermocouple at three or more flow rates and the data were plotted in
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Figure 14.2. Response Time Versus Flow Data
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terms of time constant versus flow rate raised to -0.6 power. Typical results are shown In Figure
14.3. The slope of each straight line in Figure 14.3 is equal o the constant C, in Equation 14.1,
and the intercept Is equal to the constant C,. Once identified, these two constants can be

substituted in Equation 14.1 and the response versus flow data plotted.

142 Response Time Versus Outside Diameter
The responsa time of thermocouples depends on the sheath or wire diameter at the tip
of the thermocouple where the measuring junction Is located. To improve the responsae time,

thermocouples are made with reduced diameters at the sensing end as shown in Figure 14.4.

Response time versus diameter data are shown in Figure 14.5 for an insulated junction,
a grounded junction, and a thermowell-mounted thermocouple®®. These results comespond to
63.2 percent of step response from plunge tests in stirred water. As expected, for the same
diameter, the grounded junction thermocouple is the fastest, and thermowell-mounted
thermocouple Is the slowest as apparent in the data in Figure 14.5. It should be pointed out that
the thickness of the sheath or the thermowell does not play a major role on the resulting
rasponse time. What Is Important is any air gap within the thermocouple oonsiructldn materials
or, in the case of thermowell mounted sensors, in the interface between the outsida wall of the
gheath and the inside wall of the thermowell. it has been detarmined that a very small alr gap
(a fraction of a millimeter of radial distance) can increase the response time significanfly. In
some thermowaell mounted sensors, the tip of the thermowsll is filled with a thermal coupling
compound to improve the respanse time. This approach is generally effective, but at high
temparatures (above about 300°C), most thermal coupling compounds lose their heat transfer

ability and causa the rasponse time to Increase.
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Figure 14.4. Reduced Diameter Tip Design for Fast Response.
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General data showing the comelation between the response time and the size of
thermocouples are shown In Figure 14.6. This information is based on data published in
OMEGA Engineering Catalog"'®, for the thermacouplas shown in Figure 14.7. The OMEGA data

were slightly altered to show the cormelation in the form of a straight line.

The data in Figure 14.8 are the time conslanis of the thermocouples comesponding to
63.2 percent of step response in rcom temperature air at atmospheric pressure and a flow of
approximately 20 m/s. The lime constant results, shown in Figure 14.6, apply to bare wire (Butt
Waelded), and grounded junction thermocouples shown In Figure 14.7. Feor the beaded-type and
the insulated junction thermogouples shown In Figura 14.7, the time constant data on the vertical
axia of Figurs 14.8 must be multiplied by 1.5. Same type of data for metal sheathed

thermocouple sensora are shown in Figure 14.8 based on data in OMEGA Catalog.

14.3 Effect of Tomperature on Response Time

Flgure 14.9 shows response versus flow data for a thermocouple in water at both 20°C
and 300°C. The curve for the 20°C was generated with the same procedure we described in
Section 14.1. To generate the 300°C curve, the same room temperature response versus flow

data were used with Equation 14.2 and the Rohsenow & Choi correlations given in Chapter 11.
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15. THERMOCOUPLE CALIBRATION

Although research on steady state performance of thermocouples was beyond the scope
of this project, a limited amount of work was performed at the end of the project in this area.

The results are summarized in this chapter. -

15.1 Thermocouple inhomogeneity Test

Unlike ATDs, thermocouples are not generally calibrated after use. This Is because of
the inhomogeneity problem inherent in thermocouples. However, in some cases, it may be
important to determine the reliabllity of past temperature measurements with the thermocouple.
In this case, an iInhomogeneity chack of the thermocouple must be performed to determine if the
thermocouple Is suitable for a post-use calibration. To test for Inhomogeneity, one needs a
steep temperature gradient through which the thermocouple should be passed while its output
is monitored for any significant change. A simple method for a gross inhomogeneity test is to
run a heat gun along the thermocouple while monitoring its amplified output on a strip chart
recorder, oscilloscope, or a voltmeter. Figure 15.1 shows a strip chart recarding of the output
of a thermocouple that had an inhomoganeous section. In this experimant, an otherwise normal
thermocouple was bent and squeezed In an attempt to produce an inhomogeneous region In
the thermocouple wire (Figure 15.2). The thermocouple was than tested in a simple apparatus
that was developed in the project to provide a steep temperature gradlent for inhomogeneity
testing of thermocouples. It is apparent from the resuits in Figure 15.1 that the demonstration

gffort that was carried out was successful In showing the inhomogenelty problem.
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Figure 15.1. Thermocouple Inhomogeneity Test Results.
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Figure 15.2. lllustration of Thermocouple With Inhomogeneity.
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An inhomogenelty test is also Important before calibration of new thermocouples and

thermocouple wires if a high accuracy Is desired.

Although an Inhomogeneity test is Important as a first step In callbration of
thermocouples, it should be noted that a thermocouple that has successfully passed an
inhomogeneity test is not necessarlly accurate. The accuracy of a thermocouple depends on its
calibration and the ability of the thermocouple to maintain the calibration. For example, some
thermocouples (such as type K and E) can lose their calibration by as much as 1 percent within
one minute after they are exposed to temperatures in the range of 320 to 540°C. This is due to

a phenomenon called "ordering” or "short-ranged ordering” as described below,

152 Short-Ranged Ordering Phenomenon

According to Kolile, at.al.?”, at temperatures above 200°C, the Chromel element of type
K and E thermocouples undergoes a solid state transformation that can cause calibration shifts
of as much as 1.3 percent. The error is eliminated when the thermocoupie is reannsaled
because the order-disorder transformatlon is reversible. More specifically, short-ranged ordering
of the Nickel and Chromium atoms of the Chrome! alloy occurs between 200°C an& 600°C, and

the discrdering occurs above 600°C.

Because of the ordering phenomenon, individual calibrations are not very useful for type
K or E thermocouples. Rather, It is best to calibrate a representative thermocouple and apply

the callbration to the remaining thermocouples from the same lot.
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lfa type K or E thermocouple Is callbrated in temperatures where the ordering can occur,
then the poriion of the themmocouple that was in the calibration medium will suffer from the
ordering phenomenon while the rest of the thermocouple will be normal. This leaves the
thermooouple with a transition reglon (Inhomogeneity). If the thermocouple is then used In a
situation where the transition region can fall in a temperature gradient, measurement errors will
be encountered. Although this error Is usually small (ess than 0.5 percent according to ASTM
Standard E 839), the possibility that it can occur suggests that individual calibration of type K
and E thermocouples may not alwaya result in better accuracy or provide the intended benefit.

In fact, the calibration can degrade the accuracy of the thermocouple.

Figure 15.3 shows laboratory calibration results for four thermocouples. These were
calibrated by the comparison method using a type S themmocouple as reference. The
callbrations were performed with the thermacouples Installed in an Aluminum block in a furnace
glong with the type S reference. The results are given in terms of the differances between the
temperatures indicated by the thermocouples and the corresponding temperatures measured

with the type S thermocouple.

The ordering phenomenon is observable in the resulta shown in Figure 15.3. It is
apparent that the deviations of the type K and E thermocouples increase above 300°C, Including
that of the type K special grade. In contrast, the type J thermocouple does not sesm to have

a different behavior above 300°C.
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15.3 Effect of LCSR on Calibration of Thermocouples

In LCSR testing of ATDs and thermocouples, a questian is often asked as to whathar or
not the LCSR test can affect the calibration of the sensor. In order to demonstrate the effect of
the LCSR test, a number of thermocouples Including a few special grade thermocouples were
calibrated before and after a series of normal LCSR tests. These thermocouples were calibrated
in an ice bath and an oil bath up 1o 300°C. A listing of the thermocouples used in this and other
callbration experiments reported herein are glven in Table 15.1. The list includes both special
grade and standard grade thermocouples. The tolerances of the special grade thermocouples
are generally twice as good as standard grade. We have used the terms standard grade and
ragular grade interchangeably in this report.

The calibrations were porformed using the comparison method similar to the Method B
described in ASTM Standard E 220 entified, "Calibration of Thermocouples by Comparison
Techniques™™. The thermocouples were callbrated against a Standard Platinum Resistance
Tharmometer (SPAT). The results are shown in Figure 15.4 in terms of the differences between
the thermocouples and the SPRT. Four callbrations were performed as follows: three
calibrations before LCSF_l testing, and one calibration after LCSR testing. The LCSR tests were
performad with normal heating currents and heating times. The results of the pre and post LCSR
callbrations are ashown in Figure 15.4. Thesa results are all for type K thermacouples, Including
a special grade assembly. Other thermocouple types were also tested for the effect of LCSR.
The results for the other types are given in Volume II. The following has been concluded from
the results in Figure 15.4 for the type K thermocouples tested:

1. The average accuracy of these thermocouples is about 0.5°C at 100°C
and about 1°C at 300°C.,

2, The special grade thermocouples are about twice as accurate as the
regular grade thermocouples as expected.
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TABLF 15.1

Calibration Thermocouple Descriptions

Tag Description

Number

AFC #01 Type K, 8 mm diameter, S5 sheath
AFC #02 | Type K, 5 mm diameter, SS sheath
AFC #03 | Type K, 3 mm diameter, SS sheath
AFC #04 | Type K, 2 mm diameter, SS sheath
AFC #05 | Type E. 6 mm diameter, SS sheath
AFC #06 | Type E, 6 mm diameter, SS sheath
AFC #07 | Type E, 3 mm diameter, SS sheath
AFC #08 | Type E, 2 mm diameter, SS sheath
AFC #09 | Type J, 8 mm diameter, SS sheath ||
AFC #10 | Type J, 5 mm diameater, SS sheath

AFC #11 | Type J, 3 mm diameter, SS sheath

AFC #12 | Type J, 2 mm diameter, S sheath

AFC #13 | Type K, 3 mm diameter, $S sheath (shipped as special grade)
AFC #14 | Type J, 3 mm diameter, SS sheath (shipped as speclal grade)
AFC #15 | Typs K, 3 mm diamster, SS sheath, special grade

AFC #16 | Type E, 3 mm diameter, SS sheath, special grade

AFC #17 | Type J, 3 mm diameter, SS sheath, special grade

-AFC# 18 | Type K, 3 mm diameter, 8§ sheath, speclal grade

AFC #19 | Type E, 3 mm diameter, SS sheath, speclal grade

AFC #20 | Type J, 3 mm diameter, SS sheath, special grade
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The average repeatability of our calibration process for these
thermocouples ls about ¢ 0.1°C.

The average repeatability of the thetmocouples in consecutive calibrations:
is + 0.4°C. More data on thermocouple repeatability is shown in Section
15.4 below. .

The calibration of these thermocouples are not affected by the LCSR
method beyand their normal repeatabllity and the accuracy by which they
were calibrated.

15.4 Stability of Thermocouples

The stability question has two components:

We performad a limited number of calibrations to address the short term stability of a few
typical thermocouples. This work involved several type K, J, and E thermocouples including six
special grade thermocouples of these three types. The results are summarized in Figure 15.5.
Each thermocouple was calibrated a number of times in a period of a few days. The calibration
data were then analyzed in terms of the deviations of each thermocouple at 300°C from that of
a SPAT that was included in the calibration. The deviations were categorized in terms of positive
and negative errors depending on whether the indicalions of thermocouples were larger or
smaller than that of the SPRT. The positive and negative deviations were then averaged and

plotted In a bar chart format for each of the three types of thermocouples as shown in

Short temm stability which can be characterized by consecutive laboratory
calibrationa performed over a short period of time such as a few days or
a few weeks, Short term stability is also called repeatability.

Long term stability which can be characterized by experimental aging
sludies such as those conducted by the author on RTDs as reported In
reference 20. Long term stability is offen expressed as drift rate or drift
charactaristics.

Figure 15.5. The conclusions based on the data presented in Figure 15.5 are:
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1. The short term stabllty (i.e., repeatability) of the regular grade
thermocouples Is + 0.4°C as expected.

2. The repealability of the special grade thermocouples Is + 0.2°C as
expected.

a The repeatabllity error of the type K thermocouples are larger than the
type J and type E thermocouples.

Note that all these results are subject to a 1 0.1°C error of the calibration process.

. 15.5 Thermocouple Nonlinearities
As we discussed in Chapter 4, thermocouples are not generally as accurate as RTDs.
One reason for this Is the nonlinearity of thermocouples which present a challenge in processing
of calibration data and in the design of signal conversion equipment. Some illustrations of

thermocouple nonlinearities are presented in this section.

Figure 15.6 shows EMF versus temperature curves of the eight standardized
thermocouples we described in Chapter 5. These curves are also referred to as thermocouple
calibration curves. They show the maximum temperatures that can be measured with the
tharmocouples and demonstrate thelr relative nonlinearity characteristics. A more clear way of
demonstrating thermocouple nonlinearities is 1o plot the difference between tr'm thermocouple
calibration curve and a straight line (Figure 15.7). Such differences are compared in Figure 15.8
for types J, K, and E thermocouples. The nonlinearity curves are shown up to 1000°C. This is
not Intended to imply that these thermocouples ¢an all be used to 1000°C. For compariscn

purposes, the nonlinearity of a typical 100 ohm RTD is shown in Figure 15.9.
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16. RESPONSE TIME TESTING USING NOISE ANALYSIS

The noise analysis technique has been used successfully in the ﬁuclear power Industry
for response time testing of pressure sensors, and to a lesser extent, temperature sensors such
as RTDs and thermocouples. This method has been valldated for nuclear plant pressure
sensors, but not for temperature sensors. Although the noise method has not been validated
for temperature sensors, it has been shown that it Is useful in obtaining an estimate for the
response time of RTDs and thermocouples and for monitoring for gross changes in response

times.

The noise analysis technique is based on recording the random fluctuations that exist at
the output of Installed sensors while the process is operating. These fluctuations rasult from the
inherent random temperature fluctuations which usually exist in most processes due to
turbulence and other phenemena during operation. Assuming that the bandwidth of process
fluctuations is significantly larger than the bandwidth of the sensor, one can usually analyze the
sengor nolse output 1o obtaln its response time. The analysls can be performed in frequency
domain or time domain. In frequency domain, the nolse data is Fourier transformed and its
power spectral density (PSD) Is calculated. The PSD is then fitted to an appropriale model for

the sensor from which the dynamic response is calculated.
In time domain, the data is analyzed using the Autoregressive (AR) model. The AR modet

uses the sensor nolse data to identify the impulse response of the sensor, and then the step

response. The step respanse is then used to obtaln the sensor time constant.
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Figure 16.1 shows the PSD of a thermacouple which was tested in the project with the
noise method In the laboratory under two different test conditions; stirred w&er and stirred air.
The details of how temperature noise was generated for this experiment are given in Volume IIL.
The test results are summarized in Table 16.1. The results are compared with plunge test time

constants to provide an estimate of the validity and accuracy of the noise method.

it should be pointed out that the noise tests discussed in this chapter were performed on
a quick-look basls for demonstration purposes to Indicate the potentlal of the nolse analysis
technique. Under more elaborate and careful test conditions, the agreement betwaen the plunge

and nolse analysis results should be better than those shown in Table 16.1.
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TABLE 18.
Thermocople Noise Tesi Results
Tag Test Response Time {sec)
Number Number Plunge Nolse Analvsis
Stirred air
AF #20 1 0.16 0.12
AF #20 2 0.18 0.09
Stirred water
AF #04 1 3.70 4.35
AF #20 2 0.05 0.50
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17. TEST OF INSTALLATION INTEGRITY OF THERMOCOQUPLES

In addition to providing quantitative response time results for thermocouples in liquids
and gases, the LCSR method may be used as a qualitative means for checking the installation

integrity of thermocouples embedded in solid materials or attached to solid surfaces.

Figure 17.1 shows two LCSR transients for a thermocouple embedded in a carbon-carbon
structure of the type used in solid rocket motor nozzles. The thermocouple was securad n place
with an adhesive cament, and the tests were performed once with the thenmocouple fully inseried
in a hole in the carbon-carbon material, and again with the thermocouple partially withdrawn
from the hole, but still secured by the adhesive cement. It Is apparent that the LCSR transients
can clearly distinguish batween the proper and improper Installation. This work was done as an
unfunded demonstration work in cooperation with the Lockheed Aeronautical System Company.,
As a part of NASA's solid propulsion integrity program, Lockheed was tasked with “"Advanced
Instrumentation” under the nozzle work package. In November 1989, in response 10 an interest
axpressed by Lockheed, AMS agreed to demonsirate the ability of the LCSR test for checking

the Installation integrity of thermocouples in solid material.

In addition to the laboratory tests mentioned above, field tests were camied out at
Marshall Space Flight Center (MSFC) in Alabama, where thermostructural properties of
composlte material were being studied under firing conditions. In this facility, there was an
Interest in verifying that the thermocouples in the carbon-carbon material remain properly in
place during the fiing tests. Figure 17.2 shows test results for two themocouptes that were

tested with the LCSR method before and after the firing tests . it is apparent that the response
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Figura 17.1. LCSR Transients from Testing the Installation Quality
of a Thermocouple in a Carbon-Carbon Structure.
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time of cne of the two thermocouples (MSF-2) degraded, and the response time of the other
(MSF-4) improved during the firing tests. This can happen for elther or both of the following

reasons.

1. The thermocouples slightly moved during the firing tests. This can
affect the quallty of the thermal contact batween the thermocouples
and the host material resulting in a better or worse response time
depending on how the contact quality was affected.

2. The response times of the thermocouples permanently changed
due 1o the effect of high temperature on material properties inside
the thermocouples. As we have discussed earlier In this report,
high temperatures can cause the response time of a thermocouple
to Increase or decrease depending on how the properties and
geometry of the material inside the thermocouple are altered by
temperature,

The LCSR test transients in Figure 17.2 also show that thermocouple number MSF-4 is
faster than MSF-2. This is expected because MSF-4 is an exposed junction thermocouple while
MSF-2 Is a sheathed thermocouple. That is, the LCSR test can easily be used to inllercompare

any two or more thermocouples in terms of thelr response Wime and reveal the outliers.
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18. SMART THERMOCOUPLE SYSTEM

In addition to LCSR ftesting, the instrument that was developed in this project can be
supplemented with a few additional hardware and software to provide a means for testing the
steady state health, reliability and accuracy of sheathed thermocouples as Installed in operating
processes. The sections that follow present the methods that can be used to accomplish this
and proceed 1o introduce the conceptual design of a smart thermocouple system. For the
purpose of this discussion, a smart thermocouple system is one that indicates temperature like
a conventional thermocouple, and in addition, provides qualitative information about the reliability
and accuracy of the indicated temperalure and the static and dynamic condition of the
thermocouple sensor liself and the assoclated lead wires, signal conditioning equipment, and
other hardware in the temperature measurement channel. These capabilities are important in
Identitying those themulacouplas that have drifted out of tolerance or have become so sluggish

that they should be replacad.

18.1 Testing the Condition of Installed Thermocouples
To verify the sleady state performangce of installed thermocouples, the following simple
measurements may be made on a continuous basls and analyzed for abnormalities such as

sudden shifts, spikes, noise, drift, and other changes (Figure 18.1):

] Measurement of themmocouple loop resistance (electrical resistance
between polnts 1 and 2).

o Measurement of thermocouple insulation resistance (electrical resistance
between polnts 1 and/or 2 of the thermocouple and points 3 and/or 4 on
the sheath).

L Measurement of capacitance to ground (electrical capacitance between
points 1 and/or 2 of tharmocouple and points 3 and/or 4 on the sheath).

221
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Figure 18.1. Measurement Points for Monitoring the Condition
of an Installed Thermocouple.
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in addition, gross inhomogeneities or moisture In the thermocouple circult may be
detectable in-situ by applying a step electric current to the thermocouple (across points 1 and
2) and monitoring the thermocouple output when the curmrent is cut off. This is the same
procedure as in the LCSR test axcept that in this case, there is no need for analysis of the data

except for an algorithm that can distinguish between normal and degraded LCSR transients.

The three simple measuraments suggested above, as well as the application of current
to the thermocouple clrcuit to check for moisture and inhamogeneity, have the potential o
provide diagnostics not only about the health of the thermocouple, but also about the
connectors, cables, and other components of the thermocouple circuit. However, experimental

research is needed 1o prove these capabilities.

Ancther diagnostic tool that may be useful in checking thermocoupie circuits is the "time
domalin reflectrometry® (TDR). Commercial TDR instruments are available that can be used for

this purpose without a need for much further development.

18.2 Thermocouple Cross Calibration

In applications where redundant thermocouples are used for measuring the same or
related temperatures, an intercomparison scheme can be implemented to identity the outliers.
This method has been used very successfully in the nuclear pawer industry for checking the
calibration of RTDs as Installed in an operating plant at isothermal test conditions. The method
Is referred to as cross calibration, and Is adaptable to redundant thermocouples. Table 1B.1
shows a typlical computer printaut providing cross calibration results for 12 Ihen_nouuuplas tested

in our laboratory. With the thermocouples installed In an oll bath at 200°C, four sets of
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TABLE 18.1

Thermocouple Cross Calibration Results

Pass 1
8.103
a.116
8.201
8.123

13.471

13.500

13513

13.433

10.765

10.831

10.725

10.830

45.334

EMF (mv)
Passg Pags3 Pass4
8103  8.103
8.115  8.115
B.201  8.201
8.124  8.130
13.471 13471
13500 13.499
13514 13510
13.442  13.430
10.758  10.757
10.834  10.834
10.725  10.726
10.820  10.830
45334 45.3M

8.103
8.115
8.201
B.125
13.470
13.489
13.612
13.420
10.757
10.833
10.725
10.820
45,334

Temp.
Avg Q)
8103 189.16
8.115 199.46
8201 201.81
8.126 199.74
13.471 200.71
13.500 201.10
13.512 201.28
13.431 200.17
10.758 199.67
10.834 201.04
10,725 19807
10.830 20096
46334 200.38

A
£0)
-1.17
-0.87
1.28
0.59
0.38
0.77
0.93
0.16
0.66
0.71
-1.26
0.63
0.05

200.23°C = Average Tempearatura
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saquential measuremeants of the steady state output of the thermocouples were made as shown
In Table 18.1. These measurements were then averaged and converted from EMF (volts) to
aquivalent temperaiures. The resulting 12 temperatures were subsequently averaged and the
difference between the average temperature and the temperature indicated by each

thermocouple was calculated (A7).

In the cross calibration procedure, a criteria Is usually specified, depending on the
accuracy requirements, to reject a thermocouple from Inclusion in the averaging pracess If its
first pass deviation is beyond a pre-spacified ﬁim. For example, in the results shown in Table
18.1, if a 1°C criterla was specified, thermocouple numbers 1, 3, and 11 would have not been

usad in calculating the average temperature.

A standard platinum resistance thermometer (SPRT) was also used in the cross
calibration tests discussed above. As apparent in Table 18.1, the ofl bath temperature that was
measured with the SPRT was very close to the temperature indicated by the average of the
twelve thermocouples. That is, the temperature as indicated by the average of the
thermocouples corresponds closaly to the true temperature of the oil bath as measured by the
SPRT. Due to ithe random nature of the calibration differences between a large group of
thermocouples or RTDs, it is often likely that the average temperature of the group would
represent the true temperature of the process provided that a majority of the sensors have

reascnable calibrations.

Another method called "signal validation® Is available to Improve the accuracy of the cross

calibration results. This method is based on establishing an empirical correlation between a
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number of "lika” and "unllke” signals at a baseline process condition. For example, an empirical
correlation can be established between any number of temperaturs, pressure, and ilow signals
in a closed system at a normal cperating condition and used to identify the signals that may be
drifting away from a normal or an average value. The signal valldation techniques are
undergoing extenslve development and testing in the nuclear power industry for on-line detection

of abnormal hehavior of redundant sensors or systems.

18.3 A Smart Thermocouple System

The conceplual design of a smart thermocouple system is shown in Figure 18.2. The
gystem as shown hera consists of a number of conventional thermocouples that are Instakied in
a process and connected to a microprocessor which performs measurements and diagnostics.
The system is intended to indicate the temperature of the thermocouple, provide a confidence
level in the indicated temperature, and identify the thermocouples that are sluggish, drifing, or
failed based on pre-specified static and dynamic performance criteria. 1t Is also intended to

|dentify cable and connector problems,

The part of the system that measures the response time of a thermocouple was
developed in this project baaed on the Loop Current Step Response (LCSR) method. Another
module can readily be added to provide noise analysis capability. The noise analysis capability

will be useful for providing real-time respanse time resulis and to cross check the LCSR results.
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19. INDUSTRIAL APPLICATIONS OF LCSR TEST

19.1 General Applications

Not only in the aerospace industry, but also in the chemical, steel, and automotive
industries and many manufacturing processes, thera is a need to measure translent temperatures
with thermocouples. In most of these applications, a knowledge of thermocouple response time
under service conditions is crucial. The LCSR method can provide the response times and
enable the user to correct the transient temperature data for the thermocouple lag or allow for

it in the process contro! or data analysis procedures.

In some processes, small thermocouples are used at the cost of durability and
ruggedness to achieve a fast dynamic response. With the capabilities that LCSR can provide,
the size of thermocouples may not be a limitation. The response time can be measured and the

temperature data cormrected as if the thermocouple response was practically instantanecus.

19.2 Aerospace Applicallons

In the aerospace Industries, the LCSR technique has many applications. Some examples

Such translents ocour dua to |nlat dlstonlon. starﬂng. throttle translents
compressor instabllity, ignition testing, and combustion instability. These
can be due to a single event, such as a weapon discharge or a periodic
event such as an ingtabllity. Crtical areas are turbine inlet gas

temperature and the temperature of the air supplied to cool the turbine
biades.
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mm_[unngla Appllcatlons mcluda hypewelodlyranges whera pro;actlles
are fired past measurement stations at hypersonic speeds and blowdown
type wind tunnels.

Non'nally. tha time constant of a them\ocnupla is dalermlnad by hench
testing and extrapolation to operating condilions using an empirical
scheme. The LCSR technique can test the valldity of any exirapolation
scheme or replace it by a more reliable Iinterpolation scheme by
performing measurements under both conditions.

Testing Thermocouples. & has been
established that the LCSR tachnique can distinguish between Installations
where thermal contact is proper and Installations having poor thermal
contact. Additional research will be needed to esiablish baseline
installation data and to quantify the degree of thermal contact based on
LCSR data. Potential applications include measurements In the nozzle of
solid rocket engines and wind tunnel heat transfer measurements using
heated models which are injected into the alr stream.

The potential payback of testing the Integrity of installed thermocouples
is great due to the large number of thermocouples that are attached to a
surface In order to monitor process temperatures. Surface mounted
thermocouples are frequently attached with cement, which may fioat the
thermocouple oft the surface or produce varying degrees of contact at
installation. In addition, multiple heating/cooling cycles may crack or
otherwise deteriorate the bond, thus changing the response time of the
thermocouple. Also, a thermocouple installed within a solid may become
loose with time under the influence of thermal expansion.
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20. CONCLUSIONS

A comprehensive research and development project was completed over a three-year
period to develop full capability for measurement of response time of thermocouples as installed
in operating processss. The project involved laboratory research with typical thermocouples of
the types and sizes of interest to the aerospace community. The laboratory tests provided the

data and the experience to develop automatic test equipment for general use.

The research'and development carried out in this project was based on the Loop Current
Step Response (LCSR)} methed. This method is now fully developed for remote measurement
of “in-service" response times of thermocouples as installed In liquid and gaseous process
media. The LCSR method Is based on sending an electric current to the thermocouple junction
through the normal thermocouple leads. This current heats the junction several degrees above
the temperature of the thermocoupls envionment. The current is then cut off and the
thermocouple output is recorded as it retums 1o the surrounding temperature. This output is an
exponentlal transient which decays at a rate that comesponds to the response time of the
thermocouple under the conditions tested. Therefors, the exponential transient can be analyzed

to provide the response time of the thermocouple.

The response time of a thermocouple as obtained by the LCSR method is the same as
the response time that would have baen obtained for the thermocoupie if the temperature of the
process experienced a step change. The response time results in this report correspond to the
timea that is required for the thermocouple to reach 83.2 percent of its final steady state amplitude
after a step change in the temperature of the thermocouple environment. Although this definition
corresponds to the time constant of a first order system, its use is not intended to imply that

thermocouples are necessarily represented by first order dynamics.
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